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This rule has b&en revwwed by the Rules'-f: ' ngiwﬁse Based on that review, comments are

reported as noted below: : _
1. STATUTORY AUTHORITY [s. 227.15(33'.{;@3-_ s

Comment Attached YES | No [~

2. FORM, STYLE AND PLACEMENT IN ADMINISTRATIVE CODE [s. 227.15 (2) (¢)]

Cemment Ai:tached

3. CONFI.,ICT WTIH OR DUPLICATION.OF EXISTING RULES {s. 22’7 }5 (2} D]

Cemment Attached

4. ADEQUACY OF REFERENCES T0 RELA’I’ED STATU’YES RULES m;:a FORMS
[s-227.15 (2) {e)} Py S

Comment Attached Y% P2 SR NO

5. CLARIT Y {SRAMMAR PEJNCTU A’I’I@N AND USE OF PLAIN LANGUAGE [s. 227.15 2y (D]

Comment Attached YES - -i/" NO

6. POTENTIAL CONFLICTS WITH, AND COMPARABILITY TO, RELATED FEDERAL
REGULATIC)NS {S 22715 (2) )

Comment Attacheé yES | 1 : “ NO E

7. COMPLIANCE WITH PERMIT ACTION DEADLINE REQUIREMENTS {s. 227.15 (2) (b)]

Comment Attached YES | NO L~
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LN A | :cltatmns m ‘Mannai” in the cﬁmments he‘.{ow are to ﬂae-:. -
i 'iAém;mstratwe Rules: I’mcedares Manual, pr pared by the Revisor of
_;"Stamtes Bureau m:ad the Legslatme Caunmi Staﬁ' éat&d Se{:tamber_

. Secn{m Cemm.élz,ﬂzl_.;..mak s_g_:_usc ef the phrase “thls cedf: », I}sc of phrases such as..
and’ a;cmnyms such-as “HVAC? are used ﬁzrengh{mt chs: Connn 611065, Iis

appropriate to create a definitional section in ch. Comm 61 that defines terms that will be. used:

throughdui chs. Cemm 61 to 65 Teﬁns thai are. umquc to a;aartzcular chapier may be dcﬁned m
thatcha;;ter" G o S

¢ Sectmn Comm 61 {33 {1) sheuid be ;:ewnttcn io rcad “Excapt as Gtherw&e pl‘BVldﬁd :
this chapter does not appiy to pubhc buildings and places of emp}()yment existing prior to the
effective date of this chapter ... ... {revisor inserts date].”. .Also, sub; (3) does.not follow from s.
101.02 (1), Stats. That sectaon of the statutes mfers to rules and regulations, not:to
interpretaﬁons ' Suhsectma {3) is unnecessafy and’ sheuld be deietﬂé In s&bs (6) to (10),
by “on or after thc effectwc datﬁ af this chaptﬁr Irav;sar mserts datﬁ] ? Also, unless the-
phrase “this code” is-defined, the phrase “the rules ef thxs code” should be replaced by the phrase
“this chapter.” Further, all of the paragraphs should be in the past tense; for examplﬁ in sub. (6)
(a), the word “are” should be replaced by the word “were.” [The rcmammg apphcabﬁity
pmv;swns m chs C@mm 62 10 65 siaeuld iae mvmweé far these cencerns ] v
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d. In many cases, introductory material in the rule makes appropriate use of phrases
such as “any of the following™ or “all of the following” to clearly. indicate to the reader the
necessary conditions that must be met before a particular action may be taken. However, this
drafting technique is not uniformly used throughout-the rule. The use of introductory material
should be reviewed to make the format consistent, even in cases where the intent of ﬁw rile
drafter is reianveiy ciear For example, see Si mm 61 ()3 (11) (intro.).

. Section Comm 61.70 (2) (a} refers to vmnns conditions in pars. (b} to (i). These
paragraphs are mcomplete sentences while pars. (i), (k) and (L) are written in complete sentence
structure. The subsection could be restructured so that the first sentence of par. (a) b&cemcs an
introduction to pars. (b)to (h), which then should be renumbered to subds. 1. to 7.; the second
sentence of par. (a) could become an introduction to par. (b) which is followed by subds. 1., 2.
and 3.; and pars. (), (k) and (L) then could be renumbered to par. (¢), (d) and (e). TInternal
cross-references should be renumbered accordingly. [The entire rule should be reviewed for the
use of this format: -In other words, unless incomplete sentences follow granmﬁcaiiy ffom an
introduction, subunits shauid be stated in complete sentence form.]

f. Ins. Cmnm 62 0904 (2) (a), 11 a;apears that the worci “regardmg” 'sht)uid be mplaced
by the word * undﬁr ' - o BT B,

_ g. In's. “Comm 63.0003, the mtrodu{:tion should be' feﬁumbcred as sab (1) and the
remaining subsections and internal cross-references should be renumbered accordingly. Also,
the note is substantive and should be placed in the body of the rule.

h. In s. Comm 63.1005 (13), the definition of “daylit area” should be moved to s:
Comm 63.1005 (10), and subs. (10) to (12) shoaid be ranumbered accordingiy Defmitmns
; siaoazid be axranged alphabetlcaliy : R oo _

i. In S. Camrn 63 1005 (32), the deﬁmtwn of “gress ex,tcnor roof a.rea” shﬁuid be
placed ‘alphabetically “in the list of definitions: Also, it appears that the use of the slashed
alternative should be replaced by the word “01'” Simﬁariy, in sub (49) ’!:he siashed alt&manve '
should bc repiafﬁd ’by a comma : '

j. Sectzon Cemm 63 1015 (intro.) sheuld be renumbered as sub. {1) and the remammg'
subsections and internal cross-references should be renumbered accordingly. {Agam the entire
rule should be revzewed for the appmpnatc use of zntroductory matenal } '

k. Ins, Comm 63 1029 ( 1), the note is substantive and should be piaced in the bady of
the mie

- Lo Ins. Comm 63;1642, the phme "‘tizie scope‘ of this part” is unn&cessary and 'sh-oﬁid be’
deieied T : - A .

m. In 5. C(}mm 63. 1(150 (1) (c) tﬁe Word “must” sheulé be: rcgiaced by tha waré “shali »

n It appears tha,i: 8 Comm 64{)0{}2 {:ou‘id be rcsmictumé in:the' fﬂliowmg way:
Subsection (1) could read: “Except as provided in subs. (2) and (3), the application of this
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chapter is as specified in s, Comm 61.03.”- Current sub. (1) (a) could be renumbered as sub. (2)
and pars. (b}, {c) and {d) could be combined into a new sub. {3). Cument subs. (2) and (3) are-
redundant given tha si:atement that s. Com.m 61.03 will appiy, unk:ss as cxpressly stated
otherwise. - : - = . :

o. Ins. Comm 64 0202 (2) (c), thc phfase “same meamng” shauid be repiaced by the
phrase “meaning given,” -

p. In s. Comm 64.0401 (2) (b), subd. 2.'does not grammatically lead into 'subpar. d.
Aiso in snb {4} {a), the ras:)te is sa.zbstannvc and shouid be placcd in ths hody of the mIe

q in SECI‘I{)N 8 the trcaxmem clausc shcaid begm wzth thc wm'd “Chapters

4. Adeauacv of References fo Reiated Statutes. Rules and Forms

| a. }n s. Comm 61 G} the cmss~reference shouid read “subch 1 ef ch 1{}1 Stats.”

b, In 8, Ccmm 61 {)3 (4) (b) 2 the fefemnce to* par {g)” is tmciear since sub (4) does .
not include a par. (g)

¢. In . Comm 61 {)3 {4} {b) 3 the note mcarrectly qzzotzs 8. 10} 9’?5 (3), Stats,
Subdivisions 3. and 4. refer to “subch. I"" not to “ss 101.01 to 101.25.” Fm’ther, in the second
sentence of subd. 4., ““. . . conform to this and . . .” should be replaced with ¥, . . conform to this
subchapter and . . . .” Gptas o e mai T il D e 0 T

cdecInsoComm- 6_1 21 (2), thc note sheaki refcr to “Sectl{m IOi 01 (8),” zmt “Sectum_ _

.191 01 {1) (g) g

Coe 111 5. Cnm:m 61 36 (1) (a) shouid the refar&nce te “par {e)” bc changﬁd to “paz (t)”‘?
: f The nﬂte to s. Cemm 6§ 36 (2} re:fers to s 66 95 {i) (a) Stats. 1999 WISCOI}SIH Act -
150 recodified ch. 66; Stats. Consequently, -all of the cross-references in ﬂae ruie to ch. 66,
Stats pf{)VlSiOBS shou!d be revzewed fm‘ use of cgrrect mtatwns :

g In 5. Cemm 61 70 (5) (e) 9 “ uader 5. Cormn 61 03 (3) ” sheu}d be changed to
“. .. under s. Comm61.03 (4} .. S

h. Ins. Comm 62.0400 (1), the notation “ch ” should be replaced by the netation “chs.”
i. In s. Comm 62 09{}4 (3) the cross—refafence should read: “subch.V Gf ch. Comm35.”

i In s Comm 62.0907 (2), in the third note, s. 101:01 (12), Stats.; does not define
“sleeping area.”

In s. Cem 63. 1{323 (2) 48 “Tabie 64 {}5” the correct: czt&‘?
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ook InesComm 63.1042 (5), ... . in:ch.:Comm 16” could be changed to “. . . 5. Comm

m. .In S. Ccméin 63%94{3 the cross~référenc@ shénld read: “s. Comm 63.1047, 63.1{348- or
63.1049

n. Ins. Comm 64.0403 (5) (d) 2., is “s. Comm 63.0403 (6) ()" the correct cite?
QL In s. Ccmm 65 G@Gi {2) is: “65 {}6{}2” the cormct c;ie‘? _
p- In S. Comm 65: ﬂ@i the cmss*refarence shonld read “subch III c}f ch. Comm 61 ”

q. Ins. Comm 65 {3304 (2) in thc note “s. Cemm 65 3201 (2) (a)” should be changeé
to “s. Comm 63.0201 (1).” o L _

f. in 5. Comm 65 05{3‘3 (2} {a}, the n{)tatmn “ss ” sheuid be rf:p}a{:f:d by the nﬁtaimn g,
s. ‘Ins. Comm :61_;{)1, the _-stata.-z_tery cross~;§fe:ence_shculé read: “subch. I of ch. 101,

t. In s. Comm 66.0007 (2), in ihf: note, the cite shonid be to “Sccnon 101.01 (8)”
msteafi of “Sectzon 101 01 (i) (g) o ' .

5. Clantv -Gfamman' Punctaaﬂonand Use of 'Plain..ianggg. ge

‘. In:the note tos. Comm’ 61 01, refcrencmg 5. 50 01 (1), Stats ‘the wx)rd *sib- lmgs
shﬂuld be rcplamd wzth “&blmgs MEE T - SidEe

b Section Cﬁmm 61 {)2 (3) {d) l shquid bc rewritten to read A statement is ﬂled.
with the register of deeds that descrlbes the steps necessary for compliance with this code if the
space is: ccnvertcd toa noncxempt use.” In__pax {a}, ﬂ_ae_ word “an” sh_ould be replacc;i by ti_m
word “a o0 e 0 T e e

c. Ins. Comm 61.03 {4) (b) 5 a., the secend penad after subpar a. shsuid bf: remeveci

d. In 8. C&mm 61.03 (4) (b) 5., subpars c. and d. do not need to be demanstrated “They
should he mcorporated into the mtr{)ductlon in subd 5.

e. Ins. C()mm 61 03 (6} (b) the word “en” simuld be eimma{eé [The entire rule
should be reviewed for this concern.]

1. Ins. Comm 61.03(9) (d), when does this paragraph apply, as opposed to par. (c)?
g. Section Comm 61.03 (11) (c) is a very unusual provision. What standards is an

official to use regarding safety requirements to be traded for other safety provisions that may be
lacking?
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... h. Ins.Comm 61.04 (1), should the references to s. Comm 61.60 and s. Comm 60.61 be
changedtas Ccmé@’?@ands Cs}mméﬁ?l‘? . e

i, Ins. Comm 61.30 (1) (b) 1., in the second nofe, “. . . or does not . . 'sh'culd'ée
changed to *. . nor-does. ﬁ i L L _

jo Ims. Comm 6'1. 30 (2}, -there'gh@uld i}f: acolon at the end of the infroductory sentence.

. k. .Ins. Comm 61. 31 (4)(@) 1., both uses of “which”should be changed to: “that ” and
the mmma after “modzﬁcazmﬁs” shouid ise eixmmatﬂd

. Ins. Gomm 61 32 {2), the word “thez should bf: re;alaoed by the word “its ”

m. In s. Comm 6_1 32 (3) d{}ﬁé “sta.rtmg construction refcr te constructien beyend the
foundatmn and footmg‘? e . Do s _ :

| -ii._ In s {Zomm 61 34 {1) {a} 2. and 3 “icss” shauid be f:hanged te “fewsr

o In s. Cnmm 61 35 ( 1) (e} the use of the phrase “two yeazs and the phrasc “that year
is confusmg : L ST : : S

p. Ins. Camm 61 50 {1) (a) the word “io” in the last sentence should be rcplaced by
theward *with, S e = . S
q in S. Comm 61 50 {1) (b). 1., . to'be: snpcrva&ed ” should be changf:d to“

superwsmn "> Subdivision 1. b. should be rewritten to read: “. . . does not cause the entire
'buﬂd’ g 1o excaed avol me of 50 {3(}0 c:nb;,c feet bt In sub (2), thc hyphen should be deicted

In's. Cemm 6151, 11;" appears that sabs {2) to (5) shouid be cembmed .m one
pmws;on since they all appear to treat manufactured bulldmgs Also, in sub (4} (b} the hyphe:z
sheuldbadeleted . S S

8. In s. Comm 61 6&;(3). (d) 3 a., shﬁu}d “msiaiiation” be changed to. “mstal}atmn sztc”’?

t. In 3. Cemm 6"1 61) {4) (e) 1., dees the anacceptabikty ef the third party refer to the
third party providing tests and data under S. Camm 61.60 (1)(b) 2. and (2) {b) 2., or does it refer
to any third party? Furthaer . what d{)&s unacce;atablhty mean? Does it mean a lack of
qua;kﬁcatzons? Also, inpar. {e) 2., the hyphcn should be deleted. :

u. Ins. Comm 61.61 (3), is the “referenced standard” the standard in the code? If so,
why not say “the standard contained in this code”?

v. Ins. Comm 61 61 (6) 1t appears that thc second sentence shezﬂd be ina separaie
subunit. Aise, the hyphen should be. dﬁlﬁtﬁd o : . o

w. }ln 5. Comm 5§ 7{) (1) thc ;}hrass “relatwe to” sheaid be repiaced by the werd-
“under.” In sub. (2) (L), the comma should be deleted.
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%, In s. Comm 61.70(5) (¢)6.; does the provision ‘mean that, ‘regardiess of whether a
municipality or county has assumed responsibility for reviewing plans, the submitter may pick
whlch govemmental umt revwws its pians and spmiﬁcamms‘?

y. Ins. Comm 62.0400 (2} (b) and (c), the comma should be deleted.
z: ‘Ins.Comm 62.0704; the comma afte’r:"‘buildiﬁgs”'s'hmzld be deleted.
aa. In's. Comm 62.0904 (2) (a), the word “regarding” shiould be replaced by the word

“under.” In sub. (2), should . . . with the réquiréd waterflow and ‘pressure for a minimum of 10
minutes” be added to thc e;zd of the second sentence‘?

ab §n 8. Cemm 52 {}909 (S) the comma in the second sentence should be cieietcd

ac. Ins. Cemm 62 1104 (2), wher,e the sentence reads “. . . unless the level contains . . .,”
it is unclear what level the sentence is mfemng to. Further 1t weuld be clearer if “. . . floors
above . . .” were changed to . . floors thax are above .. " 'and ... levels that have were
changed to “ }eveis and that have

ad. In s. Comm 62.1107 (2) (d} 2., the ;Jhrase that begms “ .. and a toilet facility .. .”
should be changed to * and shall have a tmiet facﬂzty ”

ae. In s. Comm 62.1603 (1}, a colon should be inserted after “1603.3.”
af. ‘In'ss. 'Comrﬁ&'.'i'ém (1) () and (2), all uses of “Which” -éhau}d'_bé changed to “that.”

-ag. In's. Comm 62:1802 (3), what is “the’ necessary mvestagatmn”‘? Hitis only one ‘that _
. 'camplzes wzth the prewsmns Qf IBC sectians 3802 4to 1892 6, thcn th& two sentmces should be '
combmed '

ah Ins. Comm 62. 1916 what are apgrovsd methods™ and “approved rules”?

“at Invs. Comm 62.2900 (3) (d} 1., “within” should be inserted before “. . . 10 feet...”
.5 feet - and “ 25 feet

aj. In s: Comm 63.0003 (2) (b), “ . . this chapter for . . .» Sh’ould_ be chaizged to“. .. thié_
chapter’s requirements for . .. .” In par. (c} 3. a., the notation “subd.” should be replaced by the
notation “subpar.” o - o '

ak. Ins.; Comm 63.0004 (2) (a) 1., the "seccnd“{:omma ghmﬁd be dcleted.
al. Ins. Comm 63.0201 (2), a more specific cross-reference should be given.

am.In s. Comm 63.0502 (1) (b), “EXCEPTIONS” should be changed to “Exceptions.”
Also, this provision is an mcomgiete seﬁteﬁce in sub. {2) the comma after the phrase “such as”
should be deleted.
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. an. Jdn s..Comm 63.0802 (2) (b), the subparagraph should be given a title.

ao. In s. Comm 63.0901, what is the 1mpac{ of the phrase may be used far
mformatmn”’? e : : S : _

| ap Sectwn Comm 63 1005 (26} shouid be restmctured tc shmmate ‘the use: of Ihe.
notations “1)” and “2).”

aq In s. Comm 63'.':10{35 (21)'.,' .‘.‘. .. Gf exterior . . .” sﬁoﬁld be chaﬁgéd to . .. .-of an:
- exterior....”

ar. In s. Comm 63.1005 (27) and (33), “gross exterior wall area” is defined twice. In
addition, the definition given in s. Comm 63:1019 (3) (c) does not exacﬂy track’either subs. (2’?)
or (33). TR SR I

as. In.s, Comm 63,1005 (35) exceeds” shouidbcchangcd t0; “exceedmg, and*. . .or .

is capable 7 shonid be chaﬂge,d to*. ..or capable

at In 5. Cemm 63 1{}05 (59) “ thmugh fenastrat;en 7 5&161:15135 chaﬁged':'ie “L

through a fenestration . . . .7
au. In s. Comm 63.1005 (75), there:should be a comma after “ratio’” and after “decimal.”
av. In s. Comm 63.1012 (1), “day. hght credais” should be defined. .

aw.Ins: Camm 63.1015:(2); “wmdow wall ratio” is defined: dszcrcntiy than in s.:Comm

63.1005. (80). . Section Comm 63.1015 (2) adds the dependent clause “, . . considering. all - G
elevations of the ‘building . .. " The definitions should either be the same, or the defmmonai_f' S
sentence in-s. ‘Comm 63. 1025 {2) should have an" introductory clause that reads:  “In this =

"

subsectwn

l{n 8. Comm 63, 1018 (2) (a), “. | . from or laboratory . . .” should be “. . . from
laberatcry DRI e B e e :

- ay. Ins; Comm 63.1020:(2);*. . . ordata:. ... should be “. . .'or-'by data....”
az. L{n S. Comm 63, 102(} (4), there should bc a comma after “funcnons

ba in 8. Comm 63 1021 it would bc clcarer if the sentence were to read: “When
components, such as indoor or outdoor coils; from more than one manafacmrer are used

bb. Ins. Cemm 63 1{}22 “ and for controis » should be “ ami coatmls o
bec. Ins. Comm 63 2026 (2} (a) 2 there should be commas after “gams aad “bath ”

bd Ir; s. Comm 63 1{}26 (2) {x:.) in the tzﬁe: “ceezag” shmzki be chaaged to “cacimg
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be. In 5. Comm 63. 1031 (1) (b), in the first sentence, the comma after “cooling” should
be deieted
bf Sectien Comm 63 1{332 (1) {g} raaés as if there are two separate reqmrements not
being a component of the eqmpmem: and the mput bemg mcluded in the efﬁczemy

determination:  Is'this.the intent?

bg in 5. Comm 63 i{):ivG (2), “. . . exits, loading . . .” should be “... . exits, and
loading . . : SEERE . S

bh In s. Comm 63 1045 {3) (p) “pmmde” shauid be provuies

bx In s Comm 63 204 v spaces, which- accemodate L shou}d be “. . .’spaces
that accommadate

"'-!33 In 8 Cﬁmm 64 QZOZ {2y (b} simuié {be deﬁned term be “appmval agﬁn{:y
B ': bk, }n s. Cemm 64 {3389 (3), the}:e shmﬂd be cornmas after “wawed” and “chapte: ..
- ':.hl In S. Cemm 64 0313 (i) (b) 2. 33 “bozsepower is one werd
o bmy Inss: Comm 64.0403 (4) (2) 1., “bathtub™ is one word. -+
- bn. Ins. Comm 64.0403 4 (@) 2., “closets” sht'miﬂibe"-‘ loset.”

o "b{) Onthe top of page 64-4{) there 18 an mcomplete sentence thax has no numbenng

= p n’is Comm 64:@6{34 1t is unciear what ns fefers 3:0 Is it the (i&ct kmng or the
“heater? - i : ERTEE _ _

_ bc; In 5. Comm 65 L0305 (1) (a), there shauld bc a space between “304.8,” and “3{34 9 ?
br In s. Cﬁmm 65 {)5{}1 (2) i;he word “;s” should bﬂ rep%aced by the word “are

'-bs. In's. Comm 66.002 (3) (intro.), it appears that the :worid-“aii” should be replaced by
the word “any.”

bt In 5. Comm 66. 9(}03 {9) (d) when dnes par (d) as oppos&d to par (c}, apply‘?

bu In 5. Comm 66 0003 (12}, “emyieya” is oW si}eﬁeci “ezmpiﬁyae” as suggested by the
Legislative Rcfemnm Bureau.

bv. In 5. Cﬁmm 66 9012 (2) {e} there shouid bea penﬁd at the end of the tiﬂ%

bw Sectzon Comm 66 02{}1 rcpmscnts a pmblem mted prckusiy in tms mperi This
section. buries an omnibus definitional: provision in the middle of ch. Comm 66 attempting to
incorporate definitions in other portions of chs. Comm 61 to 65. Again, a definitional provision
applicable to chs. Comm 61 to 66 should be placed in ch. Comm 61.
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bx. In-s. Comm 66.0903, what does the phrase “where recognized by the applicable
standard” mean?

by. In s. Comm 66:0907 (2), in the last sentence, “instruction” should be changed to
“instructions.”

bz. In s. Comm 66.1003 (12), in the third sentence, “additions” should be changed to
“addition.”

ca. Tn 5. Comm 66.1903 (2), “. . . shall be provided with . . .” should be changed to . . .
shall be provided either with . . .,” and “. . . means provided . . .” should be changed to “. . .
means....”

k]

_ ¢b. In s. Comm 66.2301 (12) (intro.), *. . . time of building permit application . . .
~ should be changed to . . . time of application for a building permit . . . .”

_ cc.’ In s Comm 66.2301 (12) @,“ .. between{ég of storage . . .” should be changed to ':'
“... between the top of the storage . . ..” = S



P. ©. Box 7970
Madison, Wisconsin 53707

A (608) 266-1018

JAN 16 2001 TDD #: (608) 264-8777

\v www.commerce. state. wi us
isconsin Tommy G. Thompson, Govermor
Department of Commerce Brenda J. Blanchard, Secrsiary

January 12, 2001

Senator Judy Robson
Wisconsin Sfate Senale
Post Office Box 7882
Madison, W} 53707-7882

Re: Clearinghouse Rule 00-179

Dear Senator Robson:

During the month of January, the Department of Commerce will hold public hearings on
proposed administrative rules relating to the adoption of model construction and fire prevention
codes for commercial buildings and structures and multifamily dwellings in Wisconsin.

Since 1997, the Department of Commerce, working with eight citizen advisory councils that
include membership representing over 40 broad-based groups interested in building codes, has
been evaluating the International Code Council {ICC) model codes. These advisory councils
recommended Wisconsin proceed to public hearing on the following ICC codes as base
documents for Wisconsin's codes related to commercial buildings: International Building Code,
International Energy Conservation Code, International Mechanical Code, Intemational Fuel Gas
Code, and International Fire Code.

Adoptmg the SCC model codes will improve the protection of public safety with adoption of the

latest national and international standards. Furthermore, it will make the construction process
~-more efficient and easier for desgners manufacturers and suppilers in Wzsconsm to compiete o

nationally and internationally. 3 S .

Attached for your information is an overview of the rule package. More specific information can
be obtained from the Commerce web page established for this issue:
hitp.//www.commerce.state.wi.us/SB/SB-CommercialBuildingsModelCodeAdoption. html.

If you have additional questions or are interested in a more detailed briefing, please contact
Michael Corry, Administrator of the Division of Safety and Buildings, at 266-18186, or Chris
Spooner, Legislative Liaison, at 266-0148. We are interested in addressing any concerns you
or your constituents might have.

| look forward to working with you during the 2001 Legislative Session. Best wishes in the
coming year.

Sincerely,

Al

Brenda . Blanchard
SECRETARY



ANALYSIS OF PROPOSED RULES

Statutory Authority and Statutes Interpreted

Statutory Authority: ss. 101.02 (1) and (15), 101.025, 101.027, 101.13,
'-101 132, E()l 135, 101:14 (1) and (4), and 101.973 (1) Stats

Statutﬁs Interpreted ‘8§ 101 0241y, (6) (7), (7m), and (15); 101.025; 101 027;
101.11; 101.12; 101.13; 101.132; 101.135; 101.14 (1), (4), and (4m); 101.73;
and 101 973 (1), Stats.

Overview

Under the statutes cited, the Department protec’cs public health, safety, and welfare by
promulgating fire prevention requirements and construction requirements for public
buildings and places of employment, including commercial buildings and structures and
multifamily dwellings. These requirements are currently contained in chapters Comm
14, Comm:50:1t0 64, and Comm 66, respectzveiy These requzrements began and evolved
over the past nmety years.. i~ : o

FoIIowmg enactment of the Safe Piace statutes in Wzsconsm in 191 1 Wisconsm o
. became the ﬁrst state in this country to adopt a state building code. -In the early 1920° Sui
. building mspecmrs in other states began forming what evenm&ﬂy became three regional
model code groups, to develop and offer model codes for adoption at state and local
levels. In developing its building codes over the past century, Wisconsin has traditionally
relied on the model codes, on input from affected parties, and on various consensus
standards produced by natzonally recognized technical societies. - s

In the mid 1990’s, the three model code groups joined together for the purpose of
replacing their codes with a single set of jointly-developed model codes for building
construction. Publication of this set was completed in 2000, by the International Code

Council®.

Development and publication of the ICC codes has intensified the desire of several
parties in the construction industry to replace Wisconsin’s building construction codes
with.model codes that are used elsewhere in this country. Having the same building
construction requirements would make it easier for designers, manufacturers, and
suppliers who work in numerous states to provide products and services in Wisconsin and
to comply with the various technical design requirements.
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The ICC codes contain‘state-of-the art.minimum requirements for the built environment,
developed with input from experts across the nation. The suite of ICC codes have been
developed to be an integrated set of requirements. Commonly, these requirements
considerably expand upon the detail that.is currently contained in Wisconsin’s building
construction codes.

Adoption ef the ICC codes is a magor mttlative that will require extenswe preparation of
Department staff, partners, and customers. Adopting the ICC codes will enable national
or regional organizations to conduct-training courses in. Wlsconsm rather-than have
Wisconsin pmwde its own training. R

The ICC codes that are proposed for adoption in this rule péckage are as foiloﬁvs:

International Building Code®
 International Energy Conservation Code ™
- International Mechanmal Code®

International Fuel Gas Code®

International Fire Code®

This proposed adoption includes modifications to the ICC codes. These modifications

were developed during the past three years through a comparative analysis with™

Wisconsin’s current requirements, and in consultation with the following advisory

councils. - A listing of the members and the correspondmg representatlon for these
councﬂs is mduded Iater in thas anaiy51s ' A

' Com‘mercxal Bmldmg Code'Councﬂ
Multifamily Dwelling Code Councﬂ
Fire Safety Code Council .-~ :
Means of Egress and A00€551b;11ty Code Councﬂ
Elevator Code Council _
Structural-Review Code Council. -
Energy Conservation Code Council -
- Heating, Ventilating, and Air Conditioning Code Council

This rule package proposes to adopt the above ICC codes and corresponding
modifications in the feiiowing 'chap-ters 'of the W‘isconsin Administrative'(jode' e

Comm 61 - Admmistratmn and Enforcement Whlch mciudes adop{wn of the IBC,
CIECC IMC, and TFGC. :

Comm 62 — Buildings and Strucmres which 1nciudes Wzsconsm mediﬁcatlons of
the IBC

Comm 63 — Energy Conservation; thch mcludes Wisconsin mod;ﬁcauons of the
IECC
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Comm 64 Heating; Ventilating and Air Conditioning; which includes Wisconsin
‘modifications of the IMC-

Comm 63 Fuel Gas Apphances whwh mcludes Wxsconsm modlﬁca’mons of the
IFEGC: “

Cemm 66 F ire Prevenﬁon Which mciudes W1scensm madzﬁcataons of the IFC

This. mie package maiudes a pmp{)sai t@ subsume the cuttrent Umform Mulnfamﬂy
Dwelling Code, Comm 66; into the Commercial Buildinig Code. This proposal is
intended to discontinue :fepeatmg the admmlstratwe reqmrements of the (,emrnemal
Code in a Multifamily Code. : : P

These chapters include affirmation that the Department will retain its authority to
interpret-all of the incorporated reqmremenis zncludmg those from the ICC codes anci to
issue: variances to thﬂse reqmremems S : G ER TR

Public Hearmg Dates i e

The pubhc hearmgs wﬂl be heid as f@llows .

Bate ami Time

January 16 2001 '
“Tuesday

Cemmem:mg at 9 30 am.

.--{-f;!anuary;_l-s:,- -2001
‘Thursday =

: _-Commencmg at-10:00 am.

| January 23, 2001 -

... Tuesday... .
Commencmrr at 10: 00 a m.. :

January 25, 2001
Thursday

) Cemmencmg at IO 0(} a m,

. Locatéon:

N _Thampson Commeme Cemer 3rd Floor Room _:B _
201 ‘West Washington Avenue
_Madlson Wzsconsm

i "Turﬂeback Galf and C{t}nference Cemer X
198571814 Street (On West Allen Street)
+Rice Lake Wlsconsm '

Green Bay State: {}fﬁee Buﬂdmg, Room 152A
- 200 North Jefferson Street - : e
- Green Bay, Wisconsin

Waukesha 'C(Suﬁiiy ’.Eéchrzic..al College, Room B0201

. 800 West Main Street
_Pewaukee Wzsconsm o

Coilil_'gii Mém__bei‘s a‘_n':d "R‘ep’i_*gseﬁjt_:a't'ién' o

The aompesﬂ:;en of the councﬂs adwsmg the Department on ti"ns mie package are as |
follows:

Commercial Buﬁdmg Code Council: Warren Bauer, representmg the Amerlcan Tnstitute”
of Architects — Wisconsin Soczety, Curt Hastzngs representing the Associated General
Contractors of Wisconsin; Tim Thlenfeld, representing laborers and craftsworkers in thé
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Wisconsin State AFL-CIO; Joe Jameson, representing building inspectors and the L.eague
of Wisconsin Municipalities; David Kakatsch, representing the City of Milwaukee and
certified municipalities; David Keller, representing building owners and the Wisconsin
Realtors Association; Terry Kennedy, representing the Wisconsin Society of Professional
Engineers; Bill King, representing building owners and the Wisconsin Department of
Administration: Dennis Krutz, representing insurance organizations; Ed Ruckriegel,
representing the City-of Madison Fire Department; Michael Shoys, representing building
owners and Wisconsin Manufacturers & Commerce; Russ Spahn, representing the -
Wisconsin State Fire Chiefs’ Association; and Fred Stier, representing the Associated
Builders and Contractors of Wisconsin and the Wisconsin Builders Association.

Multifamily-Dwelling Code Council:- Charles Aldrian, representing architects; engineers,
and designers; Beth Gonnering, representing building contractors.and developers; Ed
Gray, representmg labor organizations for the building: trades; Richard Paur, reptesenting
municipal inspectors in large counties; Phil Kalscheur, representing manufacturers and
suppliers of cement products; Linda Keegan, representing the public; Harry Macco,
representing building contractors and developers; Carl Mastaglio, representing the pubiic
and advocating fair housing; Bruce McMiller, represeﬁti‘n’g building inspectors in small
counties; Larry Plumer, representing the fire services; William Roehr, representmg labor
organizations for the building trades; Ed Ruckriegel, representing the fire services; C.
Frederick Tolson, representing manufacturers and suppliers of gypsum products; and
Kerry Vondross, representmg manufacturers and suppliers of concrete block products

Fire Safety Council: David L. Berenz representmg the W;sconsm State AFL CIO; Dan

Ty Burazm, representmg the: Assomated General Contractors of Greater Mﬂwaukee Inc;

Larry Burton, representing the Wisconsin Insurance Alliance; J. C. Carver, representmv
the City of Madison Fire Department; Gregg Cleveland, representing the Wisconsin State
Fire Chiefs’ Association; Steven Fritsche, representing the City of Milwaukee; Gerard J.
Rabas; represenimg the Wisconsin Manufacturers & Commerce; Russ Spahn,
representing the Wisconsin Fire Inspectors ‘Association; Robert W. Stedman, representing
the City of Waukesha Fire Department; and David M. Wheaton, representing the
Wisconsin Buiiding Inspectors Association.

Means of Egress and Accessibility Council: Larry Earll, representing the Wisconsin
Department of Administration; Cleo Eliason, representing barrier-free accessibility and
the Easter Seal Society of Wisconsin, Inc.; Steven Howard, representing the Wisconsin .
State Fire Chiefs’ Association; Mary Lawson representing the American Institute of
Architects — Wisconsin Society; Larry Palank, representing general contractors and the
Associated General Contractors of Greater Milwaukee, Inc.; Richard Pomo, represen{mg
barrier-free accessibility and the Wisconsin Council for the Biind; Ed Solner,
representing architects and the American Institute of Architects — Wisconsin Society;
Monica Sommerfeidt representing the Wisconsin Builders Association; David M.
Wheaton representing inspectors and the Wxscansm Building Inspectors Assoczatmn
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Elevator Council: Warren R. Bauer, representing the American Institute of Architects —
Wisconsin:Society; Ken Bavery, representing the Wisconsin'State Fire Chiefs”
Association; David Koch; representing elevator manufaciurers/supphers and the National
Association of Elevator Contractors; Bruce Lammi, representing engineers and the -
Wisconsin Society of Professional Engineers; Steve Lex, representing the Wisconsin
State AFL-CIO; Jeff Lund, representing lift manufacturers/suppliers and the Waupaca
Elevator Company; William Page, representing lift manufacturers/suppliers and the
Accessibility Equipment Manufacturers Association; David M. Rakowski, representing
Northwestern Elevator Company, Inc.; John Zalewski, representing inspectors and the
City of Milwaukee; Andrew M. Zielke, representing elevator manufacturers/suppliers and
the National Elevator Industry, Inc.

Structural Review Council: Professor Steven Cramer, representing the University of
Wisconsin —Madison Department of Civil and Environmental Engineering; Chuck
Hanson; representing the American Society of Civil Engineers; Kirk Haverland,
representing the Wisconsin Society of Professional Engineers; David Hyzer, representing
the Wisconsin Society of the American Institute of Architects; Lynn Lauersdorf,
representing building owners and the Wisconsin Department of Administration; Professor
Michael Oliva, representing the University of Wisconsin — Madison Department of Civil
and Environmental Engineering; Robert Schumacher, representing the American Society
of Civil Engineers; Alan Wagner, representing the American Society of Civil Engineers;
and Michael West, representing the American Society of Civil Engineers.

"Energv Conservatwn Council: Ross DePa(}Ia represenﬁng envxronmentahsts and the
Wisconsin Environmental Decade, Inc.; Thomas F. Flickinger, representing engineers
and the Wisconsin Association of Consulting Engineers; Jay F. Jorgensen, representing
standards organizations and the Wisconsin Chapter of ASHRAE; Timothy J. Kritter,
representing builders and contractors and the Associated Builders & Contractors of
Wisconsin, Ltd.; William F. McKee, representing contractors and the Associated General
Contractors of Wxsconsm Dave J. Osborne, representing builders and the Wisconsin
Builders Association; Gerald W. Schulz, representing electrical contractors and the
Wisconsin Chapter of National Electrical Contractors Association Inc; Harry A. Sulzer,
representing the League of Wisconsin Municipalities; Robert D. Wiedenhoefer,
representing HVAC contractors and the Sheet Metal and Air Conditioning Contractors
Association of Wisconsin, Inc.

Heating. Ventilating, and Air Conditioning Council: Michael J. Broge, representing the
Wisconsin Association of Consulting Engineers; Timothy J. Gasperetti, representing the
Building Owners and Managers Association of Milwaukee; Michael Mamayek,
representing the Plumbing and Mechanical Contractors of Southeast Wisconsin; Ken
Paviik, representing the Wisconsin Builders Association; Richard J. Pearson,
representing the Wisconsin Chapter of ASHRAE; Robert Pertzborn, representing the
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Wisconsin Assocation of Plumbing, Heating and Cooling Contractors, Inc.; David
Stockland, representing the-Associated Builders and Contractors of Wisconsin Ltd.;
Harry A. Sulzer, representing the League of Wisconsin Municipalities; and Robert D.

. Wiedenhoefer, representing the Sheet-Metal and Azr Conditioning Cﬁntractors
Association of Wisconsin, Ine. £ o :
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i v ORDEROFTHE .. . -
... .. DEPARTMENT OF COMMERCE .

~ CREATINGRULES.

The Wisconsin Department of Commerce proposes an order to repeal Comm 4, Comim 14,
Comm 16.46, Comm 50.to 64, Comm 50 to 64 Appendices A and B; Comm 69, and Comm 73;
to renumber Comm 50 to 64 Appendix C and Comm 65; to create Commi 61 'to 65 and Comm
61 to 65 Appendix A; and to repeal and recreate Comm 66, relating to construction and fire
prevention for public buildings and places of employment, including commercial buildings and

*a_:#a@_;*_g_%__*:@_**ak*#_.3:;:*4:_**:_k_*__:i_g_*a_:a_::lsag_:_gak**.sg.**g;**.*_*_tat*_zw*a:****_*ak*_*n:##****#**#s&*.*#**#*

. ANALYSIS OF PROPOSED RULES

Statutory Authority and Statutes Interpreted s |
 Statutory Authority: ss. 101.02 (1) and (15), 101.025, 101027, 101.13, 101,132,
101.135, 101.14 (1) and (4), and 101.973 (1), Stats. | |
Statutes Interpreted: ss. 101.02 (1), (6), (7), (7m), and (15); 101.025; 101.027;
101.11; 101.12; 101.13; 101.132; 101.135; 101.14 (1), (4), and (4m): 101.73: and
101.973 (1), Stats. G T

Overview

Under the statutes cited, the Department protects public health, safety, and welfareby - -
promulgating fire prevention requirements and construction requirements for public buildings
and places of employment, including commercial buildings and structures and multifamily - -
dwellings. These requirements are currently contained in chapters Comm 14, Comm 50 to 64,

and Comm 66, respectively. These requirements began and evolved over the past ninety years:
Following enactment of the “Safe Place” statutes in Wisconsin in 1911, Wisconsin became the
first state in this country to adopt a state building code. In the early 1920’s, building inspectors
in other states began forming what eventually became three regional model code groups, to
develop and offer model codes for adoption at state and local levels. In developing its building
codes over the past century, Wisconsin has traditionally relied on the model codes, on input
from affected parties, and on various consensus standards produced by nationally recognized
technical societies.



In the mid 1990’s, the three model code groups jomed together for the purpose of replacing
their codes with a smgle setofj omﬁy—écvelo;aed model codes for building construction.
Publication of this set was completed in 20(}0 by the }ntematzonal Code Conncil®.

Development and publication of the ICC codes has mtensxﬁed the desire of several parties in
the construction industry to replace Wisconsin’s building construction codes with model codes
that are used elsewhere in.this country. Having the same building ccnstmctmn reqmrements
_would make it easier for dmlgnm, manufacturers, and suppliers who work in numerous states
to provzde products and services in Wisconsm andto comply wﬁh thc vanous te::hmcal demgn
"I'he ICC cedes contam state-mf*the art minimum requucmcnts fﬂl’ the bmlt enmament
developed with input from experts across the nation. The suite of ICC codes has been
developed to be an-integrated set of requirements. ‘Commonly, these requirements considerably
expand upon the detail that is cm‘rantiy conta;ned in Wzscnnsm s ﬁrc preventlon and buﬂdmg
constmctxon cadcs Ui e s R R

Adoptmn of the ICC codes is a major initiative that will require extensive preparation of
Department staff, parmers and customers. Adoptmg the ICC codes will enable national'or -
regional organizations to conduct trammg courses in Wlsconsm, rather than havc W:sconsm
provide its. own training; - - RIS

The ICC codes that are proposed for adoptwn in thls ruie package are as foilows

. Inzematzaml Buzldmg Cade
International Energy Conservatzon Code™
) ._I:zternatwnal Mechanical Cede
 International Fuel Gas Code®
International Fire Code®

These ICC codes can be purchased from the following orgamzatmns Building Oﬁicmls and
Code Administrators International; Inc., 4051 West Flossmoor Road, Country Club Hills, IL
60478-5695, (708) 799-2300, web page www.bocai. org; International Conference of Bmldmg
Ofﬁczals 5360 Workmian Mill Road, Whlttzer CA, 90601-2298, (562) 699-0541, web page

www.icbo.org; ‘and Southern Building Code Congress, Inc. 900 Montclair Road, Birmingham,
AL 35213-1206, (205) 591-1853, web page ww.sbeci.org, _
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This proposed adoption includes modifications to the ICC codes. These modifications were
developed during the past three years through a comparative analysis with Wisconsin’s current
requirements, and in'consultation with the following advisory councils. The proposed rules are
supported by these councils. A listing of the members and the corresponding representation for
the councils is included later in this analysis. . - g

Commercial Building Code Council |
Multifamily Dwelling Code Council .
' Fire Safety Code Council ..~
" Means of Egress and Accessibility Code Council
Elevator Code Council
Structural Review Code Council
* Energy Conservation Code Council

'Heating, Ventilating, amiAerondmomng Code Council.

This rule .packagé';;}ropbs'e's' to 'éd'opt_ the aboveICC gc_}d:e_é: and cofrasgbndiﬁg modiﬁé.aﬁ;ons.in
the following chapters of the Wisconsin Administrative Code:

Comm 62 — Buildings and Structures, which includes Wisconsin modifications of the
IBC

Comm 63 - Energy Conservation; which includes Wisconsin modifications of the IECC

Comm 64 —Heating, Ventilating and Air Conditioning; which includes Wisconsin

Comm 65~ Fuel Gas Appliances; which includes Wisconsin modifications of the IFGC

Comm 66 - Fire Prevention; which includes Wisconsin modifications of the IFC: -

~ Comm 61 ~ Administration and Enforcement; which includes adoption of the IBC,

In the above Comim chapters that contain modifications to the ICC codes, each modification is
preceded by one of the following seven generalized directive statements. The intended
meanings of these seven directive statements are included here. . :

1. This is'a department rule in addition to the requirements in IBC section XXXX:
“Means: All text in this section has been_adop_t_ﬁ_d without modification, but
Wisconsin has some additional requirements.
2. This is a department alternative to the requirements in IBC section XXXX:

Means: The new text provides flexibility and may be used in place of the IBC
text.

3. Substitute the following wording for the requirements in IBC section X XXX
Means: New text is completely replacing existing text.

4. This is a department informational note to be used under IBC section XXXX:

Means: The only addition to this IBC section is a note which may be a cross-
reference or an example or which conveys a statutory requirement.
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T -The requirements in IBC sectzon XXXX are not mcluded as part nf th;s code g "
i Means: 'I’he sccnon has not becﬂ adapted no tex!: 18 replacmg or 5ubsntut1ng for
-"-:tlussectl{m i , T

6. "i‘hxs isa departmeut ﬂxcepnon to the reqmraments in IBC section XXXX
Means An exsepnan is being added ta the secuon whcre none emsts

7. This is an addltlena} depamncnt exceptwn ’to the requtrements'm IBC sectzon XXXX:
Means: A numﬁered except:on is bemg added where one or more exccptwns
aiready exist. s . . _ i

The mfercnces in the Cemm cha;;ters to individual [BC se:cnons typxcally are 1:0 a parncular
paragraph or set of ‘paragraphs within a referenced IBC section, and are not intended to affect
any subsequent subdivisions of the specified section unless stated otherwise. For example, a

directive to substitute certain language for IBC section 415.7. 3 1s not mtendeé io mean ihat IBC o

_ sec{zons 415 7 3 1 tbreugh 415 7 3 5 are also bemg changed

In the Comm chapters that mclude meélﬁcat;ons to the ICC codes mdmdual code sections

generally are numbered to colmspond with the section numbenng in the ICC codes. For
example, section Comm 62; 0202 corresponds to IBC‘ sectlon 202, and Comm 62.3408
corresponds to EBC section 3408, -

This rule package i mcludes a propcsal to subsume the current Umform Muitzfamly Dwellmg
Code, Comm 66, into the Commercial Bmldmg Code, This. propasai is intended to discontinue
repeatmg ihe adnumstranve reqmrements of the Commermal Code ina Multlfaxmiy Code

o These chaptm --mclude affirmatmn tha’-t the I)epartmcnt w111 retam its authonty te mtexpret all . .
- of the: mcorporated requlremems mclu{img those from the ECC ccdes and 1o issue variancesto

‘those requzrements

This ruie package does not mclude ruie changes for updatmg several oﬂlcr Comm code
chapters that currently reference or relate to' chaptﬂrs Comm 51 to 64, such as Comm 2, 3, 5,
18,34, 41, 45,70, 75-79, 81-87, and 90. A separate, sn‘bsequent rule package wzth a
simultaneous effectlve date is‘expected fo contam ﬁus updatmg :
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Council Members and Representation

The members and répresentation of the councils advisin g the }I)epé.rtn:zem;_o_n"thi_s. mie.péékégc
are as follows: ' '

Commercial Building Code Council: Warren Bauer, representing the American Institute of -
Architects — Wisconsin Society; Curt Hastings, representing the Associated General -
Contractors of Wisconsin; Tim Ihienfeld, representing laborers and crafisworkers in the. -

Wisconsin State AFL-CIO; Joe Jameson, representing building inspectors and the League of -
Wisconsin Municipalities; David Kakatsch, representing the City of Milwaukee and certified
mumicipalities; David Keller, representing building owners and the Wisconsin Realtors . _
Associ-atibz;;_fr;exiyféK'eﬁhéd#;'z%e’;"_afé;vzemxz';ié*the,Wisabgi_sjiﬁﬁjsg;ciét_y:o_f-?t@fesgiopafl,ﬁﬁfgﬁ@rs;
Bill King, representing building owners and the Wisconsin Department of Administration;
Dennis Krutz, representing insurance organizations; Ed Ruckriegel, representing the City of
Madison Fire Department; Michael Shoys, representing building owners and Wisconsin
Manufacturers & Commerce; Russ Spahn, representing the Wisconsin State Fire Chiefs’ .
Association; and Fred Stier, representing the Associated Builders and Contractors of Wisconsin
and the Wikeonsin Builiens Ansooiation o r. Puders and Conactors of Wisce

Multifamily Dwelling Code Council: Charles Aldrian, representing architects, engineers, and

designers; Beth Gonnering, representing building contractors and developers; Ed Gray,

representing labor organizations for the building trades; Richard Paur, representing municipal -

inspectors in large counties; Phil Kalscheur, representing manufacturers and suppliers of S

- cement products; Linda Keegan, representing the public; Harry Macco, representing building

- contractors and developers; Carl Mastaglio, representing the public and advocating fair

+ housing; Bruce McMiller, representing building inspectors in small counties; Larry Plumer,
representing the fire services; William Roehr, representing labor organizations for the building

- trades; Ed Ruckriegel, representing the fire services; C. Frederick Tolson, representing =

mamtacturer and supplirs of gypsum products; and Kerry Vondross, represnting
manufacturers and suppliers of concreteblock products, 0

Burazin, representing the Associated General Contractors of Greater Milwaukee, Inc.; Larry
Burton, representing the Wisconsin Insurance Alliance; J. C. Carver, representing the City of _
Madison Fire Department; Gregg Cleveland, representing the Wisconsin State Fire Chiefs’
Association; Steven Fritsche, representing the City of Milwaukee: Tom J ahn, representing the
Wisconsin Society of Fire Protection Engineers; Gerard J. Rabas, representing Wisconsin
Manufacturers & Commerce; Russ Spahmn, representing the Wisconsin Fire Inspectors -~~~
Association; Robert W. Stedman, representing the City of Waukesha F ire Department; and

Fire Safety Code Council: David L. Berenz, representinig the Wis.e‘:@@h_.Stﬁtsé_"AFZ;«Qilo;.};gan'

David M. Wheaton, representing the Wisconsin Building Inspectors Association.
Means of Egress and Accéssibility Code Couticil: Larry Barll, representing the Wisconsin
Department of Administration; Cleo Eliason, representing barrier-free accessibility and the .

Easter Seal Society of Wisconsin, Inc.; Steven Howard, representing the Wisconsin State Fire

Chiefs’ Association; Mary Lawson, representing the American Institute of Architects -
Wisconsin Society; Larry Palank; representing general 'gﬁntrgétqys and the Associated General
Contractors:of Greatér Milwaukee, Inc.; Richard Pomo, representing barrier-free éécﬁé@ibi_li_t}_’_
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Architects — Wisconsin Society; Monica Sommerfeidt, representmg the Wlsconsm Bm}ders
Asscc:atxon, David M. W}watcm representmg mspectors and the Wxsconsm Bmldmg
Inspectors Association. _

Eicvator Code Council Warren R. Bauer, representing the American Institute of Architects —
Wisconsin Society; Ken Bavery, reprasentmg the Wisconsin State Fire Chiefs’ Association;
David Koch, 1 repre : tmg elevator manufactdrers/supphem_and the National Association of
Elevator Contractos . ] s.and the Wisconsin. Society of -
Professional Engmeers ;Steve Lex reprﬁsenang the W;sconsm State AFL-CIO; Jeff Lund, -
re;:resentmg' lift manufacturers/supphers and the Waupaca Elevator. Company; William Page.,
representing lift manufacmrers/supphcrs and the Acces_sxbihty Eqmpment Manufacturers
~Associati avid M. Rakowski, represennng Northwestern Elevator Ccompany, Inc; Jo]:m
Zalewski, representmg inspectors and the City of Mﬁwaukee, Andrew M. Zmlk:e, reprasentmg
elcvator ma:mfa érsfsupghers and the Natlonal Elevator Indnstry, Inc L b

: : Code ! _c_11:'._ Professor_ Sieven C_ra_m r represemmg the Umvmzty of
Wxsconsm Madlson Department of Civil and Environmental Engmeenng, Chuck: Hanson,
rcprcsenung the American: Semety of Civil Engmeers Kirk Haveriand  representing ‘the
Wisconsin Soc1ety of Professmnai Engineers; David Hyzer rcpresenimg the American Institute
of Arch;tects Wxsconsm Society: Lynn Lauersdoxf reprcsennng the. Wlsccnsm I)epaxtment of
Administration; Professor Michael Oliva, representing the. University of Wisconsin — Madison
Department of le_and Env:ronmental Engmeermg, Rebert Schumacher, represcntmg the
American Society of ¢ Civil Engmeers, Alan Wagner, rep}:esentang the American. Soczety of CiVﬂ
Engmeers, and chael _West mpresentmg the Amcncan Society af le Engmeers :

R Engmeers, Jay F. Jorggnsen representmg the Wxscensm Chaptcr af the Ame' an Socwty Gf
Heating, Refrigerating, and Air Conditioning Engmeers Timothy I Kritter, representing the -
Associated Builders and Contractors of Wisconsin; William F. McKee, representing the
Associated General Contra:;tors of Wisconsin; Dave J. Osborne, representing the Wisconsin -
Builders Assocxaﬁon Gerald W Schuiz, representmg the Wisc(msm Chapter of thc: Nanenal
Electrical ;
Mu:m'mpa ies; Robert D’i _Wledﬁnhoefer representmg the Shect Metal and Ax,r Cond;tlonmg
Contmctors Assoczatlon af Wzscensm et e o

Heatmg, Ventﬁatmg, and Air Condxtiomng Codc Counczl Mzchasi J Bmgc representmg thc
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Chapter-by-Chapter Analysis

The first chapter of the proposed revised Wisconsin Commercial Building Code will be
numbered chapter Comm 61. This first chapter of the code will delineate the adiministrative
and enforcement processes and procedures, currently found in chapter Comm 50, that the
Department will utilize and people are to follow in designing and constructing buildings. The
chapter covers such matters as the scope and application of the code, plan review, product
Teview, inspection, appeals and Department authorization of plan review and inspection agents.
In comparison to chapter Comm 50 the new chapter has been reorganized, but has been revised
very little in substance. Although one subject of significant revision reflects the combining of
the Commercial Building Code and the Multifamily Dwelling Code into one book. Provisions
have been incorporated to address the uniform application of the code for multifamily
dwellings as well as building permits for such structures.- Most of the other revisionsare
intended as clarifications; with an emphasis towards the Department’s statutory responsibilities

and role. The chapter is laid out as follows:

Chapter Comm 61 — Administration and Enforcement: =

Subchapter I - Responsibilities, Appeals, Petitions and Penalties
Subchapter ITT —~ Plan Review .. .0 o0 ©n :

Subchapter IV — Multifamily Building Permits -~ "
Subchapter. V — Supervision and Inspection . 0o

~ Subchapter VI -- Product and Staridard Review and Approval’ I
.- Subchapter VII - First Class City and Certified Municipality Approvals ~ =~

" ChapterComm62
Chapter Comm .62_s£_s.3§r9p_oséd to §rimazily contain the Wiscqr_isin modifications of the 2000
International Bui!ding.;ﬁode@;-as adopted in chapter Comm 61, =~ =~ e

The feilowing liéiiﬁg is a summary of the cdncérx;sf identified by the Department and the
various advisory councils relating to the use and application of the IBC and recommendations
for changes and additions to or'omissions from the [BC." o " R -

1. Chapter 1 of the IBC, and numerous other sections of the IBC, contain extensive
administrative and enforcement requirements that generally have been developed by
municipal officials, for use by municipal officials in other states which do not have
Wisconsin’s emphasis on state-level enforcement and administration. Numerous
modifications were developed by Division staff to orient these requirements to this
emphasis, and to maintain other current administrative and enforcement proceduresin
Wisconsin, including those relating to regulation of existing or historic buildings. [See
sections Comm 62.0100 (1); Comm 62.0202; Comm 62.0400 (1); Comm 62.0401; Comm
62.0402; Comim 62.0403 {2); Comm 62.0414; Comm 62.0415; Comm 62.0703; Comm _
62.0712; Comm 62.0901 (1); Comm 62.0902; Comm 62.0903 (1), (4), and (5); Comm | _
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62.0907 (1) and (3); Comm 62.0909; Comm 62.1407,; Comm 62. 1506; Comm 62.1603 2);
Comm 62.1604; Comm 62.1607; Comm 62.1612; Comm 62.1621; Comm 62.1802; Comm
62.1805; Comm 62.1809; Comm 62.1905; Conam 62.1914; Comm 62.1916; Comm
62.2101; Comm 62.2105; Comm 62.2108; Comm 62.2208; Comm 62.2303; Comm = ..
62.2503; Comm 62.3102; Comnt 62. 33()3 Cermn 62 3104 (2), Cemm 62 3109 Comm

62 34{30 (I), and Comm 62 3406 ] o .

2;..___-'Secuen }15 of ﬁle IEC contams detazied reqmrements fur unsafe buzidmgs and stmctm'es,
and mchides directives for how local building officials are to address these bmidmgs and
s __stmcmres Text is pmposed that would: apply these raqmments toall pubhc bmldmgs and
.. structures and places of emplayment, which exxst beﬁ:»re, m:a, or aﬁer the effectlve date of
» the pmpascd mias [Comm 62 01{}9 (2)] Rt :

3. The propasai contams t}uee mcchﬁcatzons tc tha IBC for retammg Wlsccnsm s current
electrical code, piumbmg code, and private sewage code, rather than adoptmg the ICC
codes for these three subjects {Cemm 62 0202 (1) (d), (x), and (1)] o

4, cherai scctmns of the Wlsccnsm Statutcs contam buzidmg con.stmcucn cntena that
_supercede or are in addition to various IBC rcqulremcnts Several modifications to the IBC
are proposad for maintaining compixauce ‘with these statutory: criteria, which mcluclc use '
and occupancy classifications {Comm 62.0310]; recycling space [Comm 62.0400: @)
employee restrooms [Comm 62.0400 (3)], sixty-foot high-tise fire sprinkler thresholds -
[Comm 62.0403 (1)], retroactive fire sprinkler:requitements: for University of Wxsconsm
dormitories [Comm 62.0403 (1)], firewall identification {Comm 62. 0705}, fire hose. threads
[Comm 62.0901 (2)], thresholds for fire spru&lers ot two-hour fire resistancein ¢
multifamily dwellings [Comm 62:903 @) ‘mandatory fire spnnklers for all newly
constructed University of WISCOHSIII ‘dormitories [Comm 62.0903(3}], retroactive fire

“-alarm and detection system: rcqmrements {Comm 62.0907 (2)]; barrier-free. accesmbzlxty

- [Comm 62.1101 (1), Comm 62.1107 (1) and (3), and Comm 62. 1109], -smoking area
signage [Comm 62.1109 (2) Note], prohibition of pay toilets [Comm 62.2902 (7)]
protection of adjoining property [Comm 62.3300 {2)]; barrier-free accessibility for fair
housing in existing structures [Comm 62.3400 (1).and Comm 62.3408],: community-based
residential facilities for 9-20 unrelated adults [Ccmm 62 3400 (2)] and statemde

reqmremcnts for hzstoric bmldmgs {Comm 62 34{)6]

5. Preposed text would contmue Wlsconsm s cun'ent aitcmatzves fer 1soiat1ng ﬁxei~ﬁred
apphiances in parking garages. [Comm 62.0406]

6. Several mod;ﬁcatxons to the {BC were. deve:icaped to retam current ﬂexzbllzty fﬁr achieving
minimimm ievels of ﬁre safety, Whmh include fire separatmn distanceto a no-build easement
[Comm 62. 0702], fire-resistance clarification for connections between. buildings {C‘omm
62, 07(}4] alternatives for fire-resistive floor, cmhng, and roof construction :
[Comm62. {)719] ﬁz‘f; resistance for ceilulese insulation [Comm 62. 072(}] and. manuai wet
fire spnnkler systems [Cﬁmm 62. 09&'}4] crmni waned 23

7. Although text is preposeci that replaces the IBC ﬁre spnnkier th:eshoiés in muitlfazmly
dwelling bmid.mgs with Wisconsin’s statutory ibresholds for these fire sprinklers or two-
hour fire resistance, a related section of the IBC, 705.1, is not proposed to be changed for
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these thresholds Section 703.1 specifies that each portion of a building separated by one or
" 'more fire w: 1Is which comply with the tion must be cens;dered a separate building.
o Censequenﬁy, instead of using unpierced four-hour-rated fire walls to separate a large
n muitzfa:miy bulldmg into smaller bmkimgs that individually are not. required to have fire
o s;}rmklers or two-hour ﬁre reszstancc as Wxsconszn currently allows, two-hour-rated fire
walls with various protected openings could be used, for example, in wood-frame
_ canstmcuan, m keu Qf provzdmg ﬁre spankicrs in these multxfannly bmidmgs Aiso the.

- each pomon mat 'separatcd in tins fashmn by these ﬁre wails [Cﬂmrn 62 G903 (2)]
8. Chapter 10 of thc IBC mntams the means cf egress reqmremcnts for ali bmidmgs, _
i mciudmg spec;ﬁc occupancy reqwxements "The means of egress rsqmrements in the IBC
" consist of three separate and distinct parts, whlch__are the exit access, the exit, and the exit
discharge. ‘While the current 'Wlsconsm_ ommercial Bmldmg Ccde uses these same. terms,
they have not been apphed consmtenﬁy, esPecxaily in the occupancy chapters His: -
antxczpatef.i that the overall impact of the means of egress chapter will be very smali for
most pubhc--:bmldmgs and places of employmcnt A few minor. modaﬁcatzons are proposed
relating to determination of o 'upan't'__ 1 for outdoor areas, guard’ tower exiting, and safe
dlspersal areas for buﬂdmgs*loca{ed more thau -I-GO fect {o a pubhc way [Comm 62 1003
62,1005, anéﬁzmsj | B e

9. 'There are a munber of IRC means of egress reqmrements that dlffer from thc mcaas Gf
egress reqmrements currenﬂy apphed to multifamily honsmg - This rule package; maintains
the IBC language without modification. The criteria that differ from the current:
Multxfam;ly Dweiimg Ccde reqmrements mclude the foilowmg

_The IBC reqmres ail ralsed platforms greater than 30 mches above thE ﬂaor to be

weil as'those m"'ﬂxe common use éréas cf thc buﬂdmg {EBC 1003 2 12 1]

. 3_Open guards must have baiusters or nmamental patterns such that a 4-1nch chameter
sphere cannot pass throngh any opening up to 34 inches above the floor. From a
height of 34 inches to 42 inches above the floor, a sphere not more than 8 inches -
- must not pass through the openings. (current requzrement is 6-inch sphem) []BC
1 1003.2.12.21 _ :

_* IntheIBC, the stair tread must be at least 11 inches in depth and the riser height is
" limited to 7 inches (current requirements of 9 inches by 8 inches). These stairway
' tread and riser dxmensmns apply to stmrways within the dwcilmg units-and in all.the
" common use areas. [IBC 1003.3.3. 31 - o

e The IBC does not recognize ihe use of a “rescue/jump” platform as a means of egress
" component for any occupancy,. mclﬁcimg dwelling units. However, the IBC does
provide options for one exit under IBC 1005.2.2.

&
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 Oneof the means of egress may be a window. The IBC, in addition to the means of
 egress required to be provided, also mandates that basements and sleeping rooms
 below the fourth story have at least one exterior emergency and rescue opening. [IBC

- = - The current Multifamily code requires at least 2 ways out of every sleeping room.

10. The IBC chapter 11 accessibility requirements are substantially equivalent to the federal

Americans With Disabilities Act Accessibility Guidelines. Currently, the federal Access
Board is rewriting the ADAAG standards to be consistent with the IBC format, Chapter
Comm 69 currently uses the ADAAG standards as the base accessibility construction
standards; therefore users of the code are familiar with the standards in the IBC, except for

 thenew format. A number of minor changes are proposed to clarify the application of the
~code to certain occupancies, such as government-owned facilities, and to require parking
* signs to comply with Wisconsin Department of Transportation requirements. [Comm -

11.

* housing are not substantially equivalent to the federal fair housing law, s0 2 number of

changes are proposed to establish construction requirements that are substantially

equivalent to the federal law as well as the state fair housing law. These changes include
specifying that any building which is separated into smaller buildings by fire walls under
the provisions of IBC section 705 must be considered one building when determining -

 compliance with the fair housing criteria. [Comm 62.1101, Comm 62.1106, and Comm

12.

62.1107)7 "

The current multifamily accessibility requirements require that at least one _bgt_};roefx; be
esigned for a higher level of accessibility, with all other bathrooms complying with the

. basiclevel of accessibility. This requirement is not part of the federal or state fair housing

* laws or the IBC accessibility requirements. ‘This rule package proposes to discontinue this

requirement and to instead use the IBC and ICC/ANSI A117.1 bathroom design
requirements without modification. {IBC 1107.5.4 and ICC/ANSI Al17.11003.11.3,1,

11003.413.2] -0

13.

14.

Minor changes are proposed for clarifying the requirements for temperature control in
interior environments and for drainage of interior courts. [Comm 62 .1203 and Comm
62.1205] '

Basedon Wis_consiﬁ’s“pctén_t’iai'f_or' extreme climate, and due tq‘_'c'ox_l_c:ém for the structural
deterioration'and associated health and welfare problems that can result from migration of

- moist, intérior air into'outside walls, gir barrier requirements are proposed for exterior

15.

16.

walls. [Comm 62.1403 and Comm 62.0202 (2)]

notincluded in this rule package. [Cﬁmézis 05p

Reference to the Urban Wildland Intérface Code is &elétea:'béfc'auéé_adc_ptiqiia?of t}zat code is

Several modifications to the IBC were developed by the Structural Review Council to
clarify or simplify, but not weaken, the structural requirements, particularly for smaller
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buildings. These madlﬁcauons include posting of live loads [Comm 62.1603 (1)], ground
snow load altematxves [Comm 62.1608 (1)}, an alternative snow exposure factor [Comm
62.1608 (2)], 2 wind load alternative {Comm 62. 1609}, a sml iatﬁral load altemnative -

[Comm 62.1610], clarification of earthquake loads [Comm 62.1614], alternative canhquake L

loads.[Comm 62. 1615], rﬁﬁnement of allowable pile and pier loads [Comm 62.1807 (3)];

" an alternative pile and pier load test {Comm 62.1807 (4)], 2 dnvan-plle alternative [Comm

17.

18.

19,

62. 1808] clanﬁcatlon of cast stone masonry [Comm 62. 23(}3}

Propoaed text exaludes the {BC reqmrements for structural t&sts and speeial ms;)ectxons
except for joist hangers. and roof tiles, due to belief that these reqmremcnts are substantially
met by continuing Wxsconsm s current canstmctmn ovemight by registered professmnais
[Comm 62 17{)0 (and Comm 61 §G)] S R T :

Three modzﬁcanons deveioped by the Structurai Revxew Co;.mcil weuld unprova :: _. .
inadequacies in the IBC. These modifications address plles and piers in subsiding areas

[Comm 62. ISG? (1_), (2), and (5)},' ém_pmcal deszgn of masonry {Comm 62.2109], and...

edfbeanng on extenor -masonry or cancrete [Camm

Sevcra} modzﬁcaiicns pmvxde altemaﬁvc or mmor addmonai piumbmg reqmrements

These modifications address privacy and access to toilet rooms [Comm 62.1209], waiver of
toilet rooms for unattended gasoline stations [Comm 62.1209 (2) (b)], maintenance of toilet
rooms [Comm 62.2900 (1) and (2)], permanent and portable outdoor toilets [Comm

62.2900 (3}], enclosure of toilet fixtures {[Comm 62.2900 (4)], substitution of urinals for -

water cioseis [Comm 62. 29(}2 (1) (a)], cross~references to plumbmg ﬁxture requxrements by'

- other agenc;es {COM' 2. 2902 (1) (b)and (5)1, Iavatones for toilet rooms [Comm 62.2902

20.

21

22

23...

'(3)] ‘signage for toilet robms [Comm 62. 29{)2 j(4)] ‘remote tozlet rooms for small retail
i stoTes: [Comm 62 2902 _)], and direct access
62, 2902 (6)] o

Three mcd;ﬁcauons are proposed for continuing Wisconsin's current i)'ra:iéizﬁé:'of not
applying or enforcing requirements for the demgn or mstailatwn of conveyors and. -
pefsennel or matenai holsts {Comm 62 30(}1} ' s : . :

Proposed text reqmrf:s that where ventﬂatmn opemngs are promded m hmstway walis, the _
openings must have guards securely fastened to the hoistway, to prevent creation of a shear
point for mamtcriance and elcvator mspectors [Comm 62. 30(}4 (1)}

Floor drains; sumps and sump pumps are permztted by the IBC m a hmstway shaﬁ if they
are directly connected to the storm or clear water drain system. Proposed text clarifies that
a connection to a sanitary system is prohibited and that plumbing systems not used in_

“connection with the operation of the elevator may not be iocat_;*d in the eievator equzpment '

TOOMmS: [Camm 62 30@4 (2) and Comm 62 3906 (2)]

Propcsed fext c’ianﬁes that where sievator maclnnc rcems serve pressunzed e}cvator N
hoistways and : are not dxrectiy connected to the' hmstway, the machme moms are not
reqmred to be pressnnzed {Comm 62 3(}()6 (1)] o '
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24 Proposed text cianf ies’ that bm}dmgs connmted by pedesman access suuctm'cs are
ccnszdered s&parate stmctures {Comm 62 3104} . e .

25 Propose& text -’wouid contmue Wzscamm s cun‘ent practzce of not rcgulatmg encmac?unen’ts
mto a puhhc nghtwaﬁway [Camm 62 3200] ' . . e e

26. Pmposed text wou}d contmue Wlsconsm s cum:at practice of not regulating safeguards
during pnvate—scctor constmctmna exccpt far mamtamm '_i_eg;ess preventmg water
accumulatmn, ané protectmg ad_;cmmg property [Comm 62 33{)0] :

27 Thme Nanonal Flre Protectlan Assoc:atwn standards that are adopted in the IBC are
proposed to be rcpiaced with more recent versmns whxch are current}y adcpted n__
Wisconsm [Comm 62 3500] . L :_. e T TR L h e '

28. Preposed_text wouid contmue Wx_s Sin s;-cunenz practxce of nct rcgulatmg empieyee
~qualifications, boards of appeals, agricultural bmidmgs, fire districts, supp}cmantal bamer*
free accessibility, mdcnt prooﬁng, ﬂood-rcszstant consmctmn, SlgIlS, and patzo COVeETS.
[Commﬁiz 3600} S . : e

Chapter Comm 63
The Intematzonai Energy Conservatzon Code ”"contams energy conservatmn reqmrements
relatmg to the demg_;_l__of bmldmg envelopes for ade;quate themml resastance and low azr leakage,

and the desxgn'_and seiectmn of mec
systems and ec uipment, §

G :_:; _ building construction. The IECC 1s:diviﬂcd into chapters that app}y to lowmse rmidentxél

buildings (<3 stories in height), and to commercial buildings, which includes: high-rise
remdsntlal buildmgs (4 stanas or more m helght) and non«resulennal buzidmgs of any hez ght

The IECC is apphed baseé cm the eccupancy ciasmﬁcatwa of the bmldmg (xwldenna} or
commercxai) and how: compilance with the ‘energy conservation requzrements will be
demcnstrated The mtent is that any of the options chosen will prevzde thc same levels.of
energy conservatlon The foliomng is how the IECC is, m be applzec’i

. Chapter 4,5 or 6 of the IECC may be used for Iow—nse residentiai buiidiﬁgs
* Chapter 7 or 8 of the IECC may be used for iughmse residential bmidmgs and all.
' commercial buildings.

IECC chapter 7 reqmres commermal bulldmgs to cumpiy 'mth ASERAE/EI{S Energy Code for
Commercial and High-rise Residential Buildings. The emstmg chapter Comm 63 is basically
the ASHRAE 90.1 Standard with various modifications and additions to improve energy
conservation, and applzcatxon and code enforcement. Therefore, the existing chapter Comm 63
with the unpmvemmts is substantiaiiy eqmvalent to chapter 7 of the IECC. Itis proposed to
maintain the existing Comm 63 requirements and Iacaic th&m in subchapter HIofthe new
proposed chapter Comm 63. Commercial buﬁdangs may be designed for compliance with thc
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energy conservation requirements in chapter Comm 63, subchapter 11T -as one option, or:with
the requxrements mIECC chapter 3 as the other option. Itis:also the intent of these rule -
changes to ensure that exther optxon chosen wﬁl result in eqmvaient energy conservatzon

The foﬁowmg hstmg 18 a summary of’ the major concerns Idﬂntzﬁed by the Departmcnt ami the
Energy Conservation Specaalty Coancﬂ relating to the use and: apphcatlcn af the IBCC and
recommendatlons for changes and aédltzons to or omissions ﬁ:om the EECC -

1. In general the IECC mqmremsnts are substanuaily cqmvalent ta the energy conscrvatwn
" requirements spemﬁed in the exzstmg chapter Comm 63 for commercial buildings.:
However, the IECC has more stringent energy conscrvatwn requirements for low~nse
residential buildings, f:speczaliy the building envelope requirements. . To evaluate how the’
IECC reqmrements would zmpact the design of residential buildings, the Bcpamncnt
o f:perfonned a survey of current construction. pplans for residential buildings located -
.. throughout the state to see if the bmlémgs comphed_ _w1t11 the stricter IECC raquzrements
' The results _'ewed;tha'” % of the new construction plans surveyed already met the stricter
_fbulldmg envalope requirements and most deszgners and owners would not be affected -
adversely by using the IECC. requirements. These changes are wewed as uscﬁll and
beneﬁc:al ta thc owners Of ) "mdential bmldmgs i e e

2. Approved vapor retarders are reqmred on ali frame walls fioor and cmlmgs mstead of
permitting the option to ventilate these areas.. This change is necessary for both infiltration
and condensation contmii in Wmcensm 'S, sevarc chmate [See sections Comm 63 0502,

_Comm 63 0802 (2), and Cmnm 63 1011(4)} e e Lo

= 3. Floors over outdoor air are requxred to have thc same U-values as ﬁoors over unheated
spaces. The minimum levels of insulation in the IECC are not cost. effective for the. owner.
- All other msulatmn Ieveis were determined to be cost. effecﬁve usinga hfe~cycle cost .
~econornics analyszs ‘A review of residential plans received by the Department mdwated
“that 90% of new construction aIrcady meets. the HECC thermal envelope requirements.
[Comm 63. 0502] '

4. The heatmg load caiculations axe to be dﬂterzmned in accordance *Mth the reqwremmats in s.
“Comm 63.1023. Both Comm 63.1023 and JECC section 503.3.1 follow the ASHRAE " '
Handbook of Fundamentals however, Comm 63.1023 includes specific parameters- for
areas such as indoor and outdoor design conditions, ‘envelope conditions and 1 ghting loads
not included in the ASHRAE Handbook. Comm 63.1023 provides better direction to the

users n the apphcatwn of the code. [Comm 63.0503.and Comm 63. 1023]

5. :' Interior deszgn tc:mpemmres are 3:0 be mamtamed as SpECiﬁ&(i n. chapter Comm 64
Heating, Ventilating and Air Candxtmnmg Code. [Comm 63.0003 (3)]

6. Adjustments for local exterior design conditions are to be determmcd through-local weather
resources mcludmg computer programs for equipment sizing. [Cnmm 63.0302 ( 1)]

7. Pipe. msuianon for b{)th commercxal and resaden’ual buz},dmgs is to be provzéed .
accordance with ASHRAE 90.1, Table 403:2.9.1, The new table for pipe msuiancn will be
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_ app}wd in all the options available for showmg comphance with the energy conservatmn

requirements.: Table 63,1029 transiates the inches of insulation reqmred into R-values, .
This reduces the need for all partxes involved from performing cumbersome calculations.
{Comm Table 63 11329] o

..--Sup;aiy ducts lﬂcatﬁzi in the plenum and thmn the bmldmg enveinpa are to bf: msulated to

R-4 in addition to the requirements for unconditioned areas and outdoor areas. Moisture
damage to building materials may occur from condensation from uninsulated ducts within a

: -_pienum Thcre is httie 1f any, addmanal cest tﬂ ga fmm umnsulated shect metai material

i ’f’ile IECC reqmres ducts in uncond:twned arcas to b msulated to R—S howevcr thc

typically available R-5 duf:twrap is'only R-4.6 after it is installed in accordance with the
manufacturer’s instructions.  This dlscrepancy has caused preblems inthe apphcation and

:.-'enforcsment of the code. Itis proposed to reqmre ducts in these ; areas to be’ msulated to R-

ool This reqmrement will be applmahie inall opnons nsed to show campixancc Wlﬂl the

10.

11.

12.

energy conservatmn reqzmements [Comm 63 0503 (2) (b) a:ad Comm 63 9803 (2) (e)]

Racessed llghtmg mstallcd in the buzldmg envelope must be seaied to rcduce mﬁltratzon
[Camm 63 1011 (3), Comm 63 06{)2 (2), and Comm 63 0802 (4)]]

Auiomatzc dampers are reqmmd on all outdoor air mtakes ‘I‘he TECC allows grawty or
automatic damipers to be used. Experience indicates that gramty dampers are opened hy
wind subjecting occupants to drafts and results in h1gher energy costs to owners. [Comm
63 05{}3 (2) (c) and Comm 63 9803 (2) (d) and (3) (b)] _

-Lz ght power budgets and contmls reqmremcnts are to comply thh Comm 63 subchapter

1L, Part 5, evenif the IECC chapter 8 optio nis chosen The hghtmg reqmremcnts in
‘Comm 63 are in-an unproved format and provxde for the most cfﬁc&ent use of kghtmg for

13.

14.

15.

energy conservation. (Comm 63.0504 (4) and Comm 63 (}805}

Owners. of commer{:lai bulldmgs are given opncns for showmg compliance with the energy

conservation code. One Gption is to show compliance with ASHRAE 90.1. Smce chapter

Comm 63, subchapter Il is essentiaily ASHRAE 90.1 with' various amendments for
improving energy conservation, applxcatmn and enfarccment, itis proposed to substitute
language for IECC chapter 7 to requzre comphance w1th Comm 63. {Comm 63. 0701]

A mod1ficat10n was madeé to Table 63.1049 reiatmg to interior ilghtmg power allowances
for merchandising display lighting. It is proposed to allow the smaller of the actual wattage
of the lighting equipment for displaysora 0.8 W/ft* times the floor : area of the dlsp?{ay area
to be added to the interior lighting power. [Table 63.1049, Partb] =~

In commercial buildings, éach fan system is reqmred to have econamlzer controls that
comply with s. Commi 63.1031. The TECC does not provide for the most efficient use of
that equipment and the owner would be mzssmg opportunities to save energy and money.
This requirement for the use of economizers will not be apphe:d 10 low~nse resmentxal

- buildings. [Commni 63:0803 (2) (c)'and Comm 63.0803 (3) (b) and (d)]
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16 Currently, under chapter Comm 63 off- hour or set—back HV AC cenimls are requlred n
* both residential and commercial buildings. However, in the IECC off-hour controls are
requn‘ad only in commercial facilities. Since it was the goal the Department to stay as close
as possible to the IECC requirements and limit Wisconsin based fequirements, it was
dmlded not to apply the off heur controis to rasxdentlal bulldmgs :

7. The IECC cnergy conservmg requlrements for resxdent;al pooi watar heaters wﬂl zmt be
applied. They are inconsistent with requirements for commercial facﬂmes, the on-off
switch requirements are covered by other codes; the pool cover requirement is too vague to
enforce and the need for a time switch to allow for. lower nme-ofuday utlhty rates shculd be

'Ebased on ccnsumer cconom;tcs [Comm 63. 0504 (3)] - .

(A more detaaled comparison of the current and pmposed requnemants for chaptcr Comm 63 s avaﬁable at the
Safety and Buildings’ web site at www.commerce.state.wi.us. or can be obtamed from Roberta Ward at
rward@conun:rce state wi.us or at 608126&8741 and 698/264—8?7? TTY. ) : '

Chapter C'omm 64

This mle revxsmn, WhICh repeais and rccreates chapter Comm 64 reianng to heatmg,
ventxiatmg and air condmomng, mciudes adoptmn of the 2000 International Mechamcaf

Code w1£h vanous omissions, addltzons or substztunons

The foilewmg hstmg isa summary of the major concermns. zdentiﬁed by the Department and the
HVAC Specialty Council relating to the use and apphcatmn of the IMC and rccomnendatxons
for changes and additions to or omissions from the. IMC SRR

-1 -The proposal is te contmue to have the desz gner or mstalicr provzde the awner or operator

* 'with written instructions on the operation and maintenance of the equipment. The IMCis
silent on this issue and experience proves that properly maintained equipment is 1ess costly
to eperatc and increases the hfe of the eqmpment [See sactwn Comm 64 0102]

2. The IMC rﬁqmres that ali applxances be ilsteé and iabelcd un}ess apprﬂved asa
~ modification; the proposal is to retain the current prov:szcns for approval of unhsted o
~ equipment. [Comm 64.0301] L . : _

3. The proposai is 10 mamtam the equxpment testing and balancing prewsmns of the current
* code to assure proper operation of equipment. [Comm 64.0304 (1)]-.

4. The proposal 1s to keep indoor deszgn temperatures below 68°F for some occupancies as
currentiy allowed. Current pmvzsmns allow spot heating, and waiving of heating ~
requirements. for seasonal occupancies. Such allowances arein- rcccgmtwn h;gh costs ef
operation during the Wisconsin heating season. [Comm 64.0309] :

5. The proposal is to recognize that natural ventilation of some occupancies in Wisconsin'may

be ineffective and may thus compram;se indoor air quality.: Under the IMC, natural
ventilation is allowed as an option in all spaces, except for: smoking lounges, toilet rooms,
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multifamily parking structures and public locker rooms. Current requirements for

“mechanical vcntﬂatmn in many more occupaaczes are ;m;pescd tcn be mamtamed {Comm
' '64 0401 ( l)] : : :

’i'he pmpesai mamtams current reqmrements for mqmred bmlémg exhaust vent;iaﬁng
systems to-operate contmususly when people are in the building. An option is also
proposed to allow rooms with 2 or fewer toilet fixtures to be exhausted only when such

“ Tooms are occupied. The exhaust fan could ﬁlen be mterconnected with the kght sw;tch

[Comm 64. 0401 (z)]- e

The proposal aise is o contmue aﬂowmg cumnt exceptmns for reduczng clearances for

intake and exhaust openings that have been found to not comprom;se indoor air quahty but

_can reduce mstalianon costs [Comm 64. 9401 (4)]

_T}ns pmpcsa! is to allow an opuon te use an cngmecred system that Wﬂl produce f.ha same -
" indoorair quahty as fn}lowmg the outdoor air ventllatlon rates as prescnbed in the code

{Comzn 64 0403 @]

Ar revzsed IMC Tabie 403 3 is proposed whxch mcludcs the followmg reqmres the same .

outdocr air requirements for similar occupancies; makes’ addltmnal entries for common
occupancies from the current Table Comm 64.05; reduces outside : air to 7.5 cfm/person in
most occupancies as under the current code; requires the use of AIA Guidelities for
Hospitals and Nursing Home Occupancies; and garage ventzlanon is reduced from i 5

s cﬁn/sf to 0. S cfmfsf of exhaust [Table 64 9403]

10. !

Some occupancy reqmrements are propased o &e mamtamed from the cun*ent code:”

. __nah:ral ventilation may be used in-smaller toilet rooms or Jamtcr closets and pool
: '{‘.ventziatlon?m ay b : educed Wl__ ; _humzdity c;mtro} [Camm 64 6403] e

111

12.

13.

_The proposai does not adopt IMC 4()3 3 2 that requires the amount of outside : axr to be

based on a complex set of: room by-toom calculations. ‘It'is repiaced with current

'prowsaons that allow the amount of outside: air to be based on the total nmnber of

occupants servcd by the systcm, rather than separate calculations for each room.’ “The
minimum air change rate is also. retamed ‘This is necessary when the outside air'is based on
the total number of occupants served by the system. The proposal provides for the
movement of ‘cleaner’ air from areas of low occupancy to those of high occupancy. The air
movement:also increases filter effectwenass Foz' VAV systems a munmum movement is
needed. [Comm 64.0403 (6)] N o -

Wisconsin cxpmem:td failure in-automatic sensing devices installed'in place of conunuous'
exhaust in parking garages.- The proposal includes additional provxsions mcludmg the
reqmrement to-operate exhaust fer at’ ieast ﬁve heurs per day 1"0 assure effcctwe exhaust
results. [Comm 64.0404] :

‘The proposal is to delete the requirement for an exhaust system where contanunatxon may |

be simply "irritating.” ' The current code provision doés not require a: system to"

-accommodate those individuals who may have high sensitivity to contaminants. Where
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contamination is injurious to health or safety an exhaust system must be instalied. [Comm
64 {)5{)2] . _ _ . _ U

14. ’I‘he IMC has addatlonal more s;ietallcd reqmremems fcr commerczal kxtchen exhaust than
the current chapter Comm 64. The proposal is to provide a performance requirement for
a}tematzvcs to welded seams and joints which will provide more ﬂexzb:hty in. mstallaimn

. and iower costs {Ccmm 64 0590 Canam 64 0506 and Comm 64 0507] T

15. Another proposal relatmg to commarcial kitchen exhaust 1s to reqmre commercxai k1tchen
fans for use in grease-laden au: to be so lzsted [Comm 64.0506]

16. The proposal is to ailow the reduction in the clearances between heaters and duct lmmg
- When the: hmng is solisted: [Comm 64. 0604] et T

17, The proposai adds a reqmrement for some heaithcare faczhtws to compiy wzth AIA
(Amcncan Inst;mte of Arc}ntects) guxdehnes for ﬁltratmn. [Camm 64 0605]

18 The deﬁmtwn of unusually aght constmcnan has been modlﬁed fmr chs Comm 64 and 65
to reflect current Wisconsin building construction standards. In referencmg thig -
modification, the requirement for outside air for combustion has also been modlﬁed to
allow. greater use.of inside air for. com’bustmn purposes (w;,th resh‘lct:ons) [Comm
6407{}2] rel T T s s e

19 The IMC pmhlbxts the use of zmvented, pemlanenﬁy mstalied hqmd* and sohd-ﬁ1eled
eqmpment As under the. current:.code, both: mstalied and portable unvented eqmpment is
pro}nbzted under the propasai [Comm 64 0891] s

_'2(} ’i‘he proposai is tu make -the chapter intemaliy cons;steni: and conszsteut w1th the '

o -;Intematlcnd Fuel Gas Cadf: (IFGC), chapter Comm 65 for the following situations:
location of combustion air openings, setback between intakes and exhausts and -
contatmnant sources. {Comm 64.0710 and Comm 64 0918]

21. The propesal substztutes chapter Comm 41 fcr }M{l‘ bmler and hydromc pzpmg
reqmrements Oniy minor revisions are pmpcsed for the IMC requirements for water
heaters used in space heatmg systems. The IMC, unlike the current. chapter Comm 64,
does not limit the use of such water heaters to 100, GO{) Btu/hour mput [Cornm 64 1001 and

Comm 64.1201] .

22. The pmposai substitutes chapter Comm 45 for IMC refngeratzon requlrements [Comm
- 64.1101]. . e _ _ : -

23. The proposal does not mclude IMC fue} ozi reqmrements, these rcquzrements are contamed
n chapter Comm 10, [Comm 64. 1301] ST TR : .

24 Tbe IBC requ:rements for ﬁre reszstlve: constructlon snch as eqmpment enclosure, ﬁre rated

resistive damper placement, and air movement in rated corridors, may impact HVAC
system design and installation.
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25 In addmen to the AIA Standard R673, standards either newer than that adepted m the MC
or not adopted in thc IMC, are adopted they are: NFPA 13 1999 Installatmn of. Sprmkl&r
Systems, and NFPA 54~1999 Natlonal Fuel Gas Cc:de o e e s

(A mhore detailed companson of the 2{)00 XMC anci IFG{Z ﬁw cum:nt ahaptcr Cam 64 and ﬁus proposal is
available at http://www.commerce.state.wi. us/SB/SB-RuleChanges:html or can be obtained from Roberta Ward at
rward@commcrce state.wi.us orat tclcphone 608!26&8?42 and 608:’264«87’?7 ’i"i Y )

Chapter Comm 65

'I‘}ns mle rewsmn, Which creates chapter Comm 65 reianng to Fuei Gas Apphances, mciudfs -
adoption of the 2000 Inz‘ematzonal Fuel Gas Code thh various oxmsswns, addxtxons or

’I‘he foﬂowmg hstmg isa summary of the ngor ccm:ems idennﬁed by the Depariment a:ud the

HVAC Speclalty Council relanng to: tha useand: apphcanon of ihe E?GC and recemmendaﬁons

for: changes and admnons to or cmxsszons frcm the, IFGC e e

L. kae the Intematlonal Mecbamca! Cade the IEF GC reqmres thai ali apphances he listed
and labeled unless approved as a modlﬁcatwn The proposal is to retain current code”
prowszons which outline the Wisconsin process and the information and testing needed for
this review. The IFGC is silent on what rule applies when the manufacturer's mstmchons '
‘may be in conflict with rule provisions. The proposalisto duplicate the provmen 1ch:
Comm 64 and provide consistency for all fuel types ‘The IFGC is also silenton'the

_ clearances, guarding, appliance marking, and piping supports; the. proposai isto duphcate s

o the; provisions preposed n chapter Comm 64, Asin chapter Comm 64, a requzrement for
*written msimcncns on operat:on and mamtenance is proposed [See sectxons Comm 65 0391
and 65.0304] - : : : e _

2. Current Wlsconsm provisions prohszt the use of unvented space heaters bf;causc of the tlght
construction of Wisconsin buildings; this pmhlbmon is propesed fc-r beth chapters Comm
64 and 65. [Cnmm 65 0383 (2) and 65 96253} i _

3. :As in chapter Comm 64, the proposai 18 to retain current prowswns that recognize _
Wisconsin's severe climate in that heat exchangers and burners must be made of corrosion
resistant matenal [Comm 65 03(}3 {I)]

4. As in chapter Comm 64 the equzpment testmg and baiancmg provisions are proposed such
that these two chapters Wlli be conmstent far ali faeI typcs [Comm 65 9305]

5. The proposal isto contmue some current WlSCGﬂSlﬂ pmwsmns for use of indoor air for

combustion in "tight” construction, consmtent with pmvzswns for other fuel types under
-chapter Comm 64 [Comm 65 0384] B :
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6. The 2000 IFGC does not include the various provisions previously contained in 1998 IMC
with regard to combustion air; the proposal is to maintain these reqmrements and be
conmstent for ali fuel types [Comm 65.0304] . : :

7. __.'The IFGC is a}sa suent on vanous requzremcnts far safc mstaiiatxon of combustmn air ducts
‘and outsxde air intake openings.. The proposal is to éughcate these prowsmns ﬁom chapter
_Comm64 [CommﬁSOBMandCommﬁSOﬁZ{)] S

8. The pmposal istobe conszstent vnth chapter Comm 64 and net reqmre platfonns fﬂl’ fan
only installations. [Comm 65. 0396]

9. Tha current reqmremants for gas plpmg (usmg thc NFPA 54 standard) are proposed to be
retained. [Comm 65. 04007 .

10 The proposal is to notallow the installation of a number of unvented appliances as under the
" current code. Productsof combustionin buildings may cause concem for safcty and health
and structurai damage [Comm 65 0501] : R NS I

_ 11 Tl:ae proposa} is m bc conswtent far ali fucl types in termmatzon of ventmg system and _
setback dxstances between outsxdc azr mtakes and. contamment som'ces [Comm 65 0503]

_12 The pmposal IS also conszstent for all fuel types for reqmrements for suspended duct B
furnaces [Comm 65 06{)9] o _

13 Also, the American Tnstitute ofArchztects (AIA), R673-1996-97, (Guldelmes for
' Construction and Equzpmeni of Hospltal and Medical F acxhtles) as 1s used by DH}?'S is
adopted m th:{s chapter T ey L : Fhie T

: (A morg detaﬂed ccmpanson nf the 2(}00 IMC and IFGC ﬂze clm'ent chaptcr Cemm 64 aud tius proposai is
available at http Shwww. commerce.state. wi.us/SB/SB-RuleChanges.html or can be obtamed from Roberta Ward at
rward@commerce.state. w1 ns or at telephone 608!266 8741 and 608/264-8777, TTY.). _
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C’hapter Comm 66

The Department has the responsabihty to supezmsc every pubhc bmldmg and place of
employmcnt including the fire safety aspects, in order to protect the life, health, safety and
welfare of every cmpioyee frcquenter tenant and ﬁreﬁghter ‘The: changes cnntamed in this
proposal, including adoption of the International Fire Code® (IF C), are intended to update
code requirements and adopted national standards relating to building construction, building
eqmpment commodlty storage and zsolatmn, fire prevcntlon ﬁ:e datectlon, and ﬁre

suppression as-one part of that respomlblhty

The IFC is dzvxded into the followmg 45 chapters that cover fire safety hazards in the areas of
general fire' safety requirements, hazardous structures, hazardous opcratxons and hazardous

matenais

124, Tents & Gther Membmne Stmctums

-'2 3eﬁmtmns e ———

i 25. Tire Rebuilding & Tire. Storage .

3. General Precaunons Agamst Frre

~126. Welding & Other Hot Work

4, Emergency Planning &Preparedness G

1 27. Hazardous Mat'ls—Geneta.l Pmmons :

5. Fire S Service Feamres

.| 28.. Aerosols s b

6. Building Services & Systems —

. 29, Combusnble Fxbers

7. Fire-Resistance-Rated Construction

i 30. Compressed Gases © ..

8. Interior Finish, Decorative Mat'l & Fuﬁiisﬁmgs |

31 Corrosive Materials

9. Fire Protection Systems

32. Cryogenic Fluids

- |:33. Explosives & Fireworks

il AviaﬁonFaEi}ities S

12. Dry Cleaning .

~ |34, Flammable & Combustihie qumds
.| 35. Flammable Gases -~ .- _

g 3. Combustible. Dust»~Pmdnr:mg ()peranons

36 Fianunable Solids -

37.Highly Toxic & Toxac Matenals .

14 Fire Safety During Constmctmn&Demolmon"-f B
B " 138, Liquefied Petroleum Gases

15. Flammable Finishes

16. Fruit & Crop Ripening

39, Organic Peromdes

17. Fumigation & Thermal Insecnmdai Fogg:mg

40 Oxidizers:

18. Semiconductor Fabrication Facilities

-41: Pyrophoric Matenals

19. Lumber Yards & Woodworking Facilities

42. Pyroxylin (Cellulose Nitrate) Plastics

20. Manufacture of Organic Coatings

43. Unstable (Reactive) Materials

21. Industrial Ovens

44. Water-Reactive Solids & Liquids

22. Service Stations & Repair Garages

| 45. Referenced Standards

23. High-Piled Combustible Storage

The IFC includes topics that are currently covered under several other Wisconsin
administrative code chapters. Adoption of the IFC will facilitate the process of updating these
requirements in unison on a regular basis. The IFC is designed to work together with the
International Building Code, the International Mechanical Code, the International Energy
Efficiency Code, and the International Fuel Gas Code.

In this proposal, 8 chapters of the IFC are omitted. These 8 IFC chapters are: IFC 11 -
Aviation Facilities, IFC 12 - Dry Cleaning, IFC 22 - Service Stations and Repair Garages, IFC
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30 - Compressed Gases, IFC 33 - Explosives and Fireworks, IFC 34 - Flammable and
Combustible Liquids, IFC 35 - Flammable Gases, and IFC 38 - Liquid Petroleum Gases. These
8 chapters cover topics that are currently covered by other rules administered by Commerce.
The department is planning to update the topics covered by these 8 IFC chapters, with the
effective date coordinated with the rest of this proposal.

Chapter 45 of the IFC incorporates many 'naticna} standards by reference into the code. These
include 88 standards produced by the National Fire Protection Association, many of which are
already familiar to users of Wisconsin's codes.

In general, the IFC requiremenfs arc at least equivalent and in most cases, more detailed than
the fire safety requirements contained in the current editions of the corresponding Wisconsin
Administrative Code chapters.

Adoption of the IFC will expand the scope and application of fire safety regulations in
Wisconsin. There are many fire hazards addressed in the IFC that have nof been covered in
Comm 14, the Fire Prevention Code, in the past. The IFC provides guidance for the building
owner and the fire code official to ensure that fire hazards are identified and appropriate fire
prevention procedures, and fire protection features, are provided based upon the specific
hazard. The IFC is structured to manage the risks associated with fire and explosions within
buildings, structures and upon the premises. The application of the IFC as proposed in the rules
will provide for safe operations and processes in both new and existing properties.
**#***********************#*********‘******************#*********************

_ File reference: IBC/Analysis
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S_EC’_{‘IQN 1. Comm 4 and 14 are .._re;z_-eaiefi. :

SECTION 2 Cemm 16.46 18 repea;led ' .' |

sﬁ_éﬁ@ 3 Comm SﬁmﬁtiandAppendwes Aand B are repealed.
SECTION 4. Comm 5 i rmumbered o

SECTION 5. Comm 61 to 65311{1 A}apendix A are created -io-zead:

' ChapterComm 61
Administration and Enforcement .

Szgﬁc'ha@fgri R o
-~ Scopeand Application '

‘Comm 61.01 Purpose of code. Pursuant to various statutory provisions under ch. 101,
subch, I, Stats., the purpose of this code is to protect the health, safety and welfare of the public.
and employes by establishing minimum standards for the design, construction, maintenance .
and inspection of public buildings, inchiding multifamily dwellings, and places of employment.

% ‘Note: Under 5. 101.01(11), Stats., “place of employment™ includes every place, whether indoors or.out -
or underground and the premises appurtenant thereto where either temporarily or permanently any industry, trade
or business is carried on, or where any process or operation, directly. or indirectly related to any industry, trade or
business, is carried on, and where any person is, directly or indirectly, employed by another for direct or indirect
gain or profit, but does not include any place where persons are employed in private domestic service which does’
not involve the use of mechanical power or in farming. “Farming” includes those activities specified ins. 102.04 -
(3), and also includes the transportation of farm products, supplies or equipment directly to the farm by the
operator of said farm or employes for use thereon, if such activities are directly.or indirectly for the purpose of
producing commodities for market, or as an accessory to such production. When used with relation to building .
codes, “place of employment” does not include an adult family home, as defined in 5. 50.01 (1), or, except for the
purposes of s. 101.11, a previously constructed building used as a community-based residential facility, as defined
in 8. 50.01 (1g), which serves 20 or fewer residents who are not related to the operator or administrator.

Under s. 101.01 (12), Stats., “public building” means any structure, including exterior parts of such
building, such as a-porch, exterior platform or steps providing means of ingress or egress, used in whole'or in part -
as a plage of resort, assemblage; Todging, trade, traffic, occupancy, or use by the public or by 3 or. more tenants.
When used in relation to building c6des, “public building” does not include a previously constructed building used
as a community-based residential facility as defined in s. 50.01 (1g) which serves 20 or fewer residents who are
not related to the operator or administrator or an adult family home, as defined in 5. 50.01 (1). .

Under 5. 50.01 (1), Stats., “adult family home” means one of the following:.

(a) A private residence to which'all of the following apply: et mnoet

1. Care and maintenance above the level of room and board but not including aursing care are provided in
the private residence by the care provider whose primary domicile is this residence for 3 or 4.adults, or more adults
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if all of the adults are szb- i
residence is licensed as a fosfer home, care and maintenance are provided to children, the combined total of adults
and children so served being no more than 4, or more adults or children if all of the adults or all of the children are

siblings, or, if the residence is licensed as a treatment foster home; care and maintenance are provided to children,
the combined total of adults and children so served being no more than 4. '

2. The private residence was licensed under s, 48.62 as a foster home or treatment foster home for the
care of the adults specified in subd, 1. at least 12 months before any.of the adults attained 18 years of age.

(b) A place where 3 or 4 adults who are notrelated to'the operator reside and receive care, treatment or
services that are above the level of room and board and that may include up to 7 hours per week of pursing care
per resident, “Adult family home” does not include a place that is specified in sub. (1g) (a) to D), () or ().

Under s. 50.01 (1g), Stats., “community-based residential facility” means a place where 5 or more adults
who are not related to the operator-or administrator and who do not require care above intermediate level nursing
care reside and receive care, treatment or services that are above the level of room and board but that include no
more than 3:hours of nursing care per week per resident. *Comimunity-based residential facility” does not include
any of the following: . h

. {8) A convent.or facility owned or operated by members of a religious-order exclusively for the reception
and care or treatment of members of that opder. .~ © "
~{b) A facility or private ‘home that provides care, treatment and services only for victims.of domestic
abuse, as defined in 5. 46.95 (1) (a), and theirchildren. - = o
() A shelter facility as defined under's. 16352(1) (@), =

(d) A place that provides lodging for individuals and inwhich all of the following conditions are met:

1. Each lodged individual is able to exit the place under emergency conditions without the assistance of
another individual. _

2. No lodged individual Teceives from the owner, manager ot operator of the place or the owner’s,
MANSECT's Of Operator’s agent o employe any of the following: =~ o
a. Personal care, supervision.or treatment, or management, control or supervision of prescription medications.

b. Care or services other than board, information, referral, advocacy or job guidance; location and coordination of

(O Arsidential e apartmentcomplex. 0
- gy A residential facility inthe village of Union Grove that was authorized to operate without a license

under a final judgment entered by & court before January 1, 1982, and that continues to comply with the judgment

notvithsanding the expiration o the judgment. " T T
g Cnmmélﬁzscape. . Excep: 'a_sjprovided in subs. {2) aﬁd-.(?s},- ihiscede:appﬁ::s toall
public buildings and places of employment. - e TR

(2) This code does not apply to buildings o situations described under s. 101.05, Stats.

Note: Section 101:05, Stats., reads: 101.05 Exempt buildings and projects. (1) No building code -
adopted by the department under this chapter shal affect buildings located onesearch or laboratory farms of -
publicuniversities or other state institutions and used primarily for housing livestock or other agricultural

" {2) Abed and breakfast establishment, as defined under s. 254.61 (1), is not subject to-building codes’
adopted by the department under this subchapter.

(3) No standard, rule, code or regulation of the department under this subchapter applies to construction

undertaken by the state for the purpose of renovation of the state capitol building. .. ..

(4) No standard, rule, order, code or regulation adopted, promulpated, enforced or admmstemdby the

department under this chapier applies to a rural scﬁauibaﬂdzng if all of the following are satisfied:
: {a) The school building consists of onie classroom. '
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(b) The school building is used as a school that is operated by and for members of a bona fide mhgwus
deﬂommauon i accordance with the: ieachings and beliefs-of the denomination.

“{c)y The teachings and beliefs of the bona fide mhg:mas denomination that mm&s thc ssimol pmhzblt the
use of certain products, devices ordesigns that are necessary to comply with a standard, Tule, order, code or
regulation adoptcd, pmmnigated, enforced or administered by the department under this chapter.

Unders. 25¢ 16.(1) Stats., “bed and breakfast establishment” means any place of lodging that:
(a) Provides 8 or fewer rooms for rent to no more than a total .of 20 tourists or transients;
(b} Provides no meals other than ‘breakfast and ;m)wdes i:hc brcakfast only to renters of the place;
{c) 1s the owner’s personal residence;”
(d) Is ‘occupied by the owner at the time of rental;
e} Was originally built and occupied as'a single-family msudcnce ar, pnur 10 u&s asa piace af k)dgmg,
_was conveﬁcd to use and occupied asa single-family residénce: and -
T {f) Has had completed, ‘before May 1,.1990, any structural add:tmas m thc ﬁlmeﬂswns of thc ongmai
structure, including by renovation, except ‘that this limit does not apply to any of the following:
1. ‘Astructural addition, mciudmg a mnovatha, made zc a stmctuxe after May 1 1, 1990 Wiﬂ}m the
dimensions of the fmgmai structure.
Lot 720 A structural addition, maﬁe to a structum ﬁaat was: ongmaily constructed at least 50 years before an
‘initial or renewal applmauon for.a permit under s. 254.64 (1) (b is made and for which no use other than as a bed
-and breakfast establishment is proposed. The slmcmrzi additaon under tins subdivision shall camply with the
.mies mders 181 63 {l}a’nd{im) ;

(3) Tlus code does not apply to all of the follc:wmg types of bmlémgs, stmctures or
smzatmﬂs

(a) A temporary bmld:mg or structure used exz:iusxvely for construction puzposes not
exceedmg 2 stones in hcaght and not used as kvmg quarters

“(b) A bmi{img or structuw iocated on Indian reservauon Iand held m trs;st by ihe Umted

o _-_States
(c) Bmldmgs and portlﬂns of bmldmgs which are exempted by federal statutes or
trcailcs :
(d) Pomens of bmldmgs §eased to the fcdcral govment prowded ail of thc foi}amng crees
condztmns are met: o = MACEFTA nzf

LT P
1. A staiemeni is filed wxith the reg:ster cf deeds and d,escnbmg thc @fer ’{ E-2 e IB
comphance tgﬁns code in the event the space is converted to a nonexempt use. "'"““‘"
PrEr
2. The statement filed with the register of deeds isrecorded in a manner that will permit
the existence of the statement to be detemnnad d by ﬁfﬁ&*‘ﬁiﬁ the: pmpeﬁy where the buﬂdmg
is located.

... 3. The owner of the building submits a copy of the recorded éncument tothe
depaﬁment or its authenzed repre:sentatzva :

(e) That portwn of or space wzﬁnn an one— or 2-—fam1ly dw&lhng in w%uch a home
occupaimn is located . :

.
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f" %) (4) Inthis section, “home accupatwn means any business, pmfesamn trade or
employmeni conducted in a persen s dweilmg unit, that may involve the person’s immediate
5 “family or household a:nd a maxmmm ‘of one other umeiateé person, h’ut does not. szo!ve any
cneofthefoﬁamg ' . SRR PR s w =

,gzi

(a) Exgioswes ﬁmwarks or repmr of motor thles e
) More than 25% ﬂf the habltable floor area of the dwslhng umt .

Comm 61.03 APPLICATION. 1) RETRGACTIVITY A mie of t’ius code does not
apply retmaz:ixvely to pﬁbiu: buﬂémgs and places of employment emstmg pnor to the eﬁ'@cave
date of the rule uniess spacxﬁcaﬂy stated in thc adnnmsh‘atwe mle. - _. o

(2) C{BNFLICTS (a) Wherc ruies of the. department speaﬁr conﬁmtmg mqmremcnts
types ﬂf matenals or methods ef censmwimn, thc most z‘ﬂsmmve mlﬁ shal} gmzem

(’b} Where there isa conﬂict iaetw&en a Rﬂﬂ thai prescnbes a gmwrai reqwement and a
rule: thai prescribes a s;:emﬁc: or more detailed. rcqmmment the spﬁmﬁc or more dctazied
requzrement shaii govcm . o o _ i S

{3) DEPARTMNT AUTHORITY. Pursnant to s. 101.02 (1), Stats the dﬂpamnent
reserves the nght to mtelpret the z‘eqmrements in this chapter and n ail adapted codcs and

Note: Sectmn 101.02 (1}, Stats., reads as follows: "The department shall adapt reasonable and proper
rules'and regulations relative to the exercise nf its powers and authorities and 1 proper rules to gcvem ifs y
L -prcceadmg;s,»and to regulate ﬂ;ém@da and'mi cr_of all mvcsﬂganons and hearmgs e _

(4) LGCAL:GRI’}INANCES --(é}‘*i--_ -cept as provided in par (b), pursnant tos. 1{)1 02
(7), Stats., a city, village, town or 15cal board of health may enact and enforce additional'or
more resmctwe standards for public buildings and piaccs cf empieyment, pr{wzded the
standards d,a 12{)1: cenﬁmi with thiscode. ©

20 Nothmg in this code affects the authority of a mumcqaahty 1'9 enact and enforce
standards relative to land use, zoning or oﬂwr snmlar regulations under s8. 59.69, 60.61, 60. 62
61.35 and 62.23 (7), Stats.

(b)- 1. Pursuant to 5. 101.02(7m), Stats., a city, village, town'or county may not enact
and enferce additional or more restrictive standards for multifamily dwellings, except as '
pmvxéed under 101 975 Stats -, and that do not conflict with this code.

2. Under subch. VI nf ch. 101, Stats., only a municipality with a prﬁemstmg stricter
spmaklcr ordinance as specified under par. (g) may enact an ordinance: requiring the automatic
\g" fire sprinkler system protection or 2-hour fire resistance specified in 5. 101.14 (4m) (d) and (e),
N 4 j Stats. Under s: 101:14 (4m) (am); Stats., no municipality may enact an ordinance spﬁeafymg
& thresholds for sprinkler protection or fire resistance that differ from s. Comm 62.903 or s.

| . o
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101.14 (4m) (d) and (e), Stats. Specifying the thresholds in s. 101.14 (4m) (d) and (e) does not

enable a municipality to depart from any other criteria or procedure in this code.

" Note: Sec Appendix A for a tabular fisting of the thresholds in 5. 101.14 (4m) (d) and {c), Stats., and for a
listing of the municipalities that the department believes have a preexisting stricter sprinkler ordinance.

- 3.This code does not affect mumcapai requirements contained in a “preexisting stricter
‘sprinkler ordinance,” as provided in 5. 101.975 (3), Stats. I

Note: Section 101.975 (3), Stats., reads: In this subsection, “preexisting stricter sprinkler ordinance”
means an ordinance that fuifills all of the following requirements: ) _ .
T 1 The Qrdmancs:requucs an automatic stinkiér system in multifamily dwellings containing 20 or less
attached dwelling units.

* 2. The ordinance was in effect on January 1, 1992, and remains in effect on May 1, 1992, . . _

department under ss: 101.0110.101.25... AT

B %eﬂi‘ﬁmaace does not conform to this subchapter and's. 101.02 .{7331). or is contrary to an order of the
ovisien of this subchapter or s. 101.02 or the

g ;Ifhgﬁérdiﬁaﬁc:is.mere'saingmtﬂ;an thcecrrespendmg 7
centrarygpmvisiégfﬂfanmﬂﬂf"-bftbgfdcth under ss-101.0110.104 25

~ Ifapolitical subdivision has 2 preexisting stricter sprinkler ordm‘%mcc, that ordinance remains in effect,
except that the political ;sti_bﬁ:iyisi_m; may amend the ordinance to conforsi to .ﬁ_ai_s/{éiad £.101.02 {(7m) and to be not
contary 0 an oder of the depariment wnder g6 1OLOLIOIORA. " M pahins
sl Eé;fa. Any municipality exercising or intending to exercise Jurisdiction under this code
may apply to the department for a variance permitting the municipality to adopt an ordinance
pertaining to mulfifamily dwellings not in conformance with this code. The department shall
 review and make a determination on a municipal request under this section ‘within 60 business
days of receipt of the request. N SRS

;\i{/;?'{‘hc department may grant a municipal variance only i#fh?éx:'e .alli. of the following ére
demonstrated: U SO PRSP S o)

. a.,fﬁ‘ he municipality demonstrates that the variance is necessary to protect the health,
safety, and welfare of individuals within the municipality because of specific climate or soil

conditions generally existing within the municipality.

*'b. The municipality demonstrates t_i_;atfihéf granting of the variance, when viewed both
individually and in conjunction with other variances requested by the municipality, does not
impair the statewide uniformity of this code. - e : :

<~ Prior to making a determination, the department shall solicit within the municipality
and consider the statements of any interested persons as to whether the variance should be

“~—d. This section shall be strictly construed in accordance with the goal of: promoting
statewide uniformity, . '
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.('5.)' ALTEENATXVES Noﬂnng in th;s code is intended to prohlbit or d;scomage the
design and utilization of new building matenals or cempenents provided wmfien approval from
_thedepmentmﬂbtmnedﬁ:si o o B

(6) NE’W gmmmﬁs AND SZ{’RUCTURES Buildings, structures and additions to
buildings, structures and components, 1o be constmcted or erected on or after the effective dates
of the rules under this code shall be designed, constructed and maintained in accordance with
‘the mles nf ﬁns oode as thcse ruies ex1st on one of the foﬂﬂwmg _

{a) Pursuam to 5. Comm 61.30, the date plans fer ﬂm i:uziadmg, structure or addltmn are
approved by the department or authorized representative. =~

(b) The date on the local hmldmg permit was issued, if plan submission and approval is
not required under 5. Comm ﬁi 3{? o

(c) Thc date {:onstmctwn or erecﬁan is mzt;aied where pars (a) or (b) do not apply

N ALTERATI@NS Thossa pnrtmns aimne:nts systems or mmp@nents of cmtmg
buﬁdmgs and structures to-be altered or modified on or after the effective dates of [ the rules
under this code and where the alteration or the modification affects a building element or
comyoneni re afing to subject: matters regulated by this code, shall be deszgned consimcim:l and
maintained in accordance mth the applicable rules of this code as the rules exist 0;1 one ﬂf the
feii@wmg -

(a) Pursuant 10§ Camm 61 30 the date pians for ﬂw alteratwn er modiﬁcatwn are
Y approvad by ihe departmem 01‘ authﬁnzed repm:entaﬂv& :

(b) Thse date ihe Iocal buﬁdmg permit was 1ssued, if plan submission and a;}prcvai is
not reqmred undcr 8. Cemm 6} 30 . _ R

(c) The date constxuctmn or erection is mmated, where pars. (a) or (b) do not appiy

(8) REPLACEMENTS: Those building systems or oomponmts of exxstmg ’bu;}dmgs
and structures to be replaced on or afier the effective dates of the rules under this. code apd——
where the replacement involves a bujlding element or component relating to subject matters
regulated by this code shall confo \m/d be maintained in accordance with the applicable rules
of this code as these mies exast one ene of the follctwmg ' . L

(a) Pursuaat fos. Cemm 61.30, the date plans for the replacement aré appmifed by the
departmem or authﬂnzed representaﬁve _

(b) The daie macai building permzt was issued, if pian sabmlsswa and approvai is

not required under s. Comm 61.30.

-(c) ‘The date construction or erection is initiated, where pars. (@) or (b) ;lq iiét_ a_jép_iy.. _
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(9) REPAIRS ’I”hase p@rﬁons, elaments, systems or companems of emstmg buildings
and structures repaired on or after the effective-dates of‘the rules under this code shall conform
and be maintained in. accmdaace with the. standards of this code as ihese stanéards exwt on one
ofthe foliowmg

(a) Thf: date pians for the that pamcm, eiemcnt, system or eompenent was appmved by
the department or auﬁlcmed reprcsentahve

{b} Thf: daze on ﬁ;e !mcai bmidmg pemm was 1ssued for that pamon, e}f:ment system or
component lf pian sub};mssmn and approva} was not mqmred e e

(c) The date mnstmstien or erecnon is mﬁated whem paz's (a) or: (b) dc not appiy
,&‘“ 3 (d) The date xepazr is: untzated

\% A10): CHANGE OF OCCUPANCY OR USE Those emtmg bmidmgs and structures or
s;aacas within existing buildings and structures for which the classification of the occupancy or
N use is to be chang@d under IBC ch. 3, to other than a tempordry use ap;}roved under sub; an,
K0 )" shall conform and be maintained in accordance Wiﬁ‘i the nzles of thls code as ihese ruics exist
; ,"% o onone of the feilawmg R R : :
1

5 4

Aa). Pursuant to:s. Comm 61.30, the date plans for the change i m occupancy or use are
approved by ﬂle department or authorized representative. '

:(b). The date on the local bmidmg permﬁ: was. 1ssued 1f plau suhnnsszon and approvai is
not. reqmred under s Comm 61 30 . ; _ '

(c) The date construction or erect;on is 1mt:ated where pars {a} or (b) do not apply

(1 1) TEMPORARY ‘i}SB A mmzzc;pal ﬁl‘ﬁ or buﬂdmg cede eﬁiciai may ailnw a-
buﬂdmg to be used temporarily in a manner that differs from the approved use for the buﬁdmg,
or may approve a temporary huzidmg to be used by the public, subject to-the fcliowmg
provisions:

(a) The official shall determine the time frame within which the temporary use is
permitted, based on the extent hazards are createé by the temporary use. This time frame may
not exceed 180 days, except the official may grant extensions for demonstrated cause.

(b) Except as pmwded inpar. {c), buziémgs caﬁszdered for temporaxy use shail
conform to the structural strength, fire safety, means of: egress, light, ventilation, and sanitary
requirements of this code as necessary to ensure the public safety, health and genem‘i welfare.

(c) The official may reqmre addztmnal safety requﬂemems fora tﬁmporary use as a
trade-off for any safety pmvmmns that may be lackmg
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(d) The official may terminate the approval for a temporary use at any time and order
immediate dlsmntmaanae of the, use or: campiete evasuaizon aef the buzidmg '

(12) EXiSTING B{}E}BINGS ANB S’i‘Ri} “TUR S. {}niess otherwise specxﬁcaily
staxed in this code, existing buildings and structures and elements, systems or- components of
existing buildings and structures shall be maintained to confmm Wiih the applmable wies of the
building code relative to the effective dates of the rulﬂs i

Note: The dﬁpammm and other state agencies may have other rules that may affect the degign,
construction, and maintenance of public buﬁdmgs and places of employment, incliding chs. Comm 5; Licenses,
Certifications, and Registrations; Comm 7, ] xplaswe Materials; Comm 9, Manufacture of Fireworks; Comm 10,
Flammable and Combustible Liquids; Comm 15, {Zieamng and Dyeing; Comm 16, Electrical; Comm 18,
Elevators; Comm 40, Gas Systems; Comm 41, Boilers and Pressure Vessels; Comm 43, Anhydrous Ammonia;
Comm 45, Mechanical: Rseﬁ'agmﬁm, Comm 66 Fire Prevmtwn, Comm 70; Historic Buildings; and Comm 75 to
79, Exlstmg Buﬁdmgs L :

Camm 63.04 Beﬁnitmns. In 1:3313 chaptex"

o (i) “Authomed represantatzm maans any czmﬁed mummpa}ny or cmmty as speclﬁad
n s: Camm 61 M@ and any appemtﬁd agezat as: speczﬁeé s, Comm 61 61 '

(2) “Department” means the {iepm'tm:ent {;f commerce.

A3) “This code” means chs. {Zomm 61 to 65 whxch is the W;sconsm Commerc;al
Bulldmg Code.

Comm 61.05 Adoption of the International Codes. (1) IBC. The: International

Building Code® 2000, subject o the modifications specified in this chapter and ch. Comm 62

is hercby mcarpcrated by refereaae mto ﬁ'us code '

(2) IECC The Intema:wnal Energy Conservarzan Cade@ 2000, subject to the
medzﬁcaimns spemﬁﬁd in ch, Cemm 63 15 hcmby mcmporatcd by refe:‘ence 1311:0 this code

(3) }MC Ths Infematzoual Mecimmmi Cade@ - 2000, sabgect to'the modiﬁcatx(ms
specified in ch. Comm 64 is hereby incorporated by reference into this code.

(4)IFGC. The International Fueél Gas Code® - 2000, subj ect to the m@&ﬁcatzons
specified in :;h Conun 55 is hereby mcmporaieé by reference mto thls code.

Note: ,A copy of the International Energy Conservazwn Code®, International Energy Conservation
Code®, International Mechanical Code®, and Intérnational Fuel Gas Code® is on file in the offices of the
department, the secretary. of state, and the revisor of statutes. Copzes of thc In*iemaﬁunai Codes may be purchased
from the foiiowmg Organizations: . TR Crre e el

Building Officials and Code Administrators International, Inc., 4051 West Flossmoor Road, Country
Club Hills, L. 60478-5695;(708) 799-2300, web ;aage www boz:a; arg _

International Conference of Building Gfﬁc:ais 53&0 Workman Mill Rsoad, Whittier, CA, 90601-2298,
(562} 699-0541, web page www.icho.org.
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